Calibration Detail
Plant: MONROE ENERGY, LLC.
Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Source: BOILER10

Zero Level Span Level Results Protocol Gas Details

Reference Actual Cal Reference Actual Cal Cal Error On- |Gas Type | Vendor Expire
End Date / Time Value Response | Error Value Response | Error Limit | Method | Pass/Fail | Line Code ID Cylinder ID Date

NOXPPM
06/17/2019 05:59 0.0 0.0 0.0 29.0 30.2 1.2 40 DIFF Passed Yes BALN CC411014  02/18/22

NOX
06/18/2019 05:59 0.0 0.0 0.0 29.0 30.3 1.3 40 DIFF Passed Yes BALN CC411014  02/18/22

NOX
06/19/2019 05:59 0.0 0.0 0.0 29.0 29.5 0.5 40 DIFF Passed Yes BALN CC411014 02/18/22

NOX

06/20/2019 05:59 0.0 0.0 0.0 29.0 30.3 1.3 40 DIFF Passed Yes BALN CC411014 02/18/22
NOX

06/21/2019 05:59 0.0 0.0 0.0 29.0 30.4 1.4 40 DIFF Passed Yes BALN CC411014  02/18/22

NOX
06/22/2019 05:59 0.0 0.0 0.0 29.0 30.2 1.2 40 DIFF Passed Yes BALN CC411014  02/18/22

NOX
06/23/2019 05:59 0.0 0.0 0.0 29.0 29.6 0.6 40 DIFF Passed Yes BALN CC411014 02/18/22

NOX
06/24/2019 05:59 0.0 0.0 0.0 29.0 28.9 0.1 40 DIFF Passed Yes BALN CC411014 02/18/22

NOX
06/25/2019 06:00 0.0 0.0 0.0 29.0 29.2 0.2 40 DIFF Passed Yes BALN CC411014 02/18/22

NOX
06/26/2019 06:00 0.0 0.0 0.0 29.0 30.3 13 40 DIFF Passed Yes BALN CC411014 02/18/22

NOX
06/27/2019 06:00 0.0 0.0 0.0 29.0 30.4 1.4 40 DIFF Passed Yes BALN CC411014 02/18/22

NOX
06/28/2019 06:00 0.0 0.0 0.0 29.0 291 0.1 40 DIFF Passed Yes BALN CC411014 02/18/22

NOX
06/29/2019 06:00 0.0 01 0.1 290 30.3 1.3 4.0 DIFF Passed Yes BALN cCc411014 02/18/22

NOX
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Source: BOILER10

Calibration Detalil

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Zero Level Span Level Results Protocol Gas Details
Reference Actual Cal Reference Actual Cal Cal Error On- |[Gas Type | Vendor Expire
End Date / Time Value Response | Error Value Response | Error Limit Method | Pass/Fail | Line Code ID Cylinder ID Date
NOXPPM
06/30/2019 06:00 0.0 -0.1 0.1 29.0 30.4 14 4.0 DIFF Passed Yes m_”wz CC411014 02/18/22
NOX
02
01/01/2019 06:03 0.0 0.0 0.0 211 20.8 0.3 1.0 DIFF Passed Yes m.w_mz A12011 CC711058 05/07/26
01/02/2019 06:03 0.0 0.0 0.0 211 21.2 0.1 1.0 DIFF Passed Yes mw_wz A12011 CC711058 05/07/26
01/03/2019 06:03 0.0 0.0 0.0 211 21.0 0.1 1.0 DIFF Passed Yes mn»uwz A12011 CC711058 05/07/26
01/03/2019 09:43 0.0 0.0 0.0 211 21.0 0.1 1.0 DIFF Passed Yes mw_rz A12011 CC711058 05/07/26
2
01/04/2019 06:03 0.0 0.0 0.0 21.1 21.1 0.0 1.0 DIFF Passed Yes mw_mz A12011 CC711058 05/07/26
01/05/2019 06:03 0.0 0.0 0.0 211 20.7 0.4 1.0 DIFF Passed Yes mm_mz A12011 CC711058 05/07/26
01/06/2019 06:03 0.0 0.0 0.0 211 20.9 0.2 1.0 DIFF Passed Yes mwwz A12011 CC711058 05/07/26
01/07/2019 06:03 0.0 0.0 0.0 211 213 0.2 1.0 DIFF Passed Yes ww_wz A12011 CC711058 05/07/26
01/08/2019 06:03 0.0 0.0 0.0 211 211 0.0 1.0 DIFF Passed Yes mw_mz A12011 CC711058 05/07/26
01/09/2019 06:03 0.0 0.0 0.0 211 20.8 0.3 1.0 DIFF Passed Yes mm_mz A12011 CC711058 05/07/26
01/10/2019 06:03 0.0 0.0 0.0 21:1 209 0.2 1.0 DIFF Passed Yes mMmz A12011 CC711058 05/07/26
01/11/2019 06:03 0.0 0.0 0.0 211 21.2 0.1 1.0 DIFF Passed Yes mw_mz A12011 CC711058 05/07/26
01/12/2019 06:03 0.0 0.0 0.0 211 214 0.3 1.0 DIFF Passed Yes mw_wz A12011 CC711058 05/07/26
01/13/2019 06:03 0.0 0.0 0.0 211 213 0.2 1.0 DIFF Passed Yes mm_mz A12011 CC711058 05/07/26
01/14/2019 06:03 0.0 0.0 0.0 211 21.2 0.1 1.0 DIFF Passed Yes m>wz A12011 CC711058 05/07/26
o}
01/15/2019 06:03 0.0 0.0 0.0 211 211 0.0 1.0 DIFF Passed Yes mw_mz A12011 CC711058 05/07/26
01/16/2019 06:03 0.0 0.0 0.0 21.1 21.1 0.0 1.0  DIFF Passed Yes ww_wz A12011  CC711058  05/07/26
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Calibration Detalil

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Source: BOILER10

Zero Level Span Level Results Protocol Gas Details
Reference Actual Cal Reference Actual Cal Cal Error On- |Gas Type | Vendor Expire
End Date / Time Value Response Error Value Response Error Limit Method | Pass/Fail | Line Code ID Cylinder ID Date
02
01/17/2019 06:03 0.0 0.0 0.0 211 213 0.2 1.0 DIFF Passed Yes mm_mz A12011 CC711058 05/07/26
01/18/2019 06:03 0.0 0.0 0.0 211 21.1 0.0 1.0 DIFF Passed Yes mw_mz A12011 CC711058 05/07/26
01/19/2019 06:03 0.0 0.0 0.0 211 21.2 0.1 1.0 DIFF Passed Yes mw_mz A12011 CC711058 05/07/26
01/20/2019 06:03 0.0 0.0 0.0 211 20.6 0.5 1.0 DIFF Passed Yes mwwz A12011 CC711058 05/07/26
01/21/2019 06:03 0.0 0.0 0.0 2141 211 0.0 1.0 DIFF Passed Yes mm_mz A12011 CC711058 05/07/26
01/22/2019 06:03 0.0 0.0 0.0 21.1 215 0.4 1.0 DIFF Passed Yes mwwz A1201 CC711058 05/07/26
01/23/2019 06:03 0.0 0.0 0.0 211 213 0.2 1.0 DIFF Passed Yes mmwz A12011 CC711058 05/07/26
01/24/2019 06:03 0.0 -01 0.1 211 20.7 04 1.0 DIFF Passed Yes mw_mz A12011 CC711058 05/07/26
01/25/2019 06:03 0.0 -0.1 0.1 211 21.0 0.1 1.0 DIFF Passed Yes mm__mz A12011 CC711058 05/07/26
01/26/2019 06:03 0.0 -0.1 0.1 211 21.2 0.1 1.0 DIFF Passed Yes mw_mz A12011 CC711058 05/07/26
01/27/2019 06:03 0.0 -0.1 0.1 214 211 0.0 1.0 DIFF Passed Yes mwwz A12011 CC711058 05/07/26
01/28/2019 06:03 0.0 -0.1 0.1 211 21.0 0.1 1.0 DIFF Passed Yes mw_mz A12011 CC711058 05/07/26
01/29/2019 06:03 0.0 0.0 0.0 211 21.0 0.1 10 DIFF Passed Yes mw_mz A12011 CC711058 05/07/26
01/30/2019 06:03 0.0 -0.1 0.1 211 21.0 0.1 1.0 DIFF Passed Yes mw_wz A12011 CC711058 05/07/26
01/31/2019 06:03 0.0 -0.1 0.1 211 21.3 0.2 1.0 DIFF Passed Yes mmwz A12011 CC711058 05/07/26
02/01/2019 06:03 0.0 -0.1 0.1 211 21.3 0.2 1.0 DIFF Passed Yes mw_wz A12011 CC711058 05/07/26
02/02/2019 06:03 0.0 -0.1 0.1 211 21.2 0.1 1.0 DIFF Passed Yes mm__mz A12011 CC711058 05/07/26
02/03/2019 06:03 0.0 -0.1 0.1 211 211 0.0 10 DIFF Passed  Yes mwrwz A12011  CC711058  05/07/26
02/04/2019 06:03 0.0 01 0.1 21.1 21.1 0.0 1.0 DIFF Passed  Yes mmwz A12011  CC711058  05/07/26
Callbratigr B Failed Test Faled Tover | Mailsrancs Cinif |
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Source: BOILER10

Calibration Detalil

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Zero Level Span Level Results Protocol Gas Details
Reference Actual Cal Reference Actual Cal Cal Error On- |Gas Type | Vendor Expire
End Date / Time Value Response | Error Value Response | Error Limit | Method | Pass/Fail | Line Code ID Cylinder ID Date
02
02/05/2019 06:03 0.0 -0.1 0.1 211 21.0 0.1 1.0 DIFF Passed Yes mw_mz A12011 CC711058 05/07/26
02/06/2019 06:03 0.0 -0.1 0.1 211 219 0.0 1.0 DIFF Passed Yes mw_mz A12011 CC711058 05/07/26
02/07/2019 06:03 0.0 -0.1 0.1 211 21.0 0.1 1.0 DIFF Passed Yes mw_mz A12011 CC711058 05/07/26
02/08/2019 06:03 0.0 -0.1 0.1 21.1 20.9 0.2 1.0 DIFF Passed  Yes mm_mz A12011  CC711058  05/07/26
02/09/2019 06:03 0.0 -0.1 0.1 211 214 0.3 10 DIFF Passed Yes m_w_mz A12011 CC711058 05/07/26
02/10/2019 06:03 0.0 -0.1 0.1 21.1 215 0.4 1.0  DIFF Passed  Yes wm_“...z A12011  CC711058  05/07/26
02/11/2019 06:03 0.0 -0.1 0.1 211 21.2 0.1 1.0 DIFF Passed Yes mm_mz A12011 CC711058 05/07/26
02/12/2019 06:03 0.0 -0.1 0.1 211 212 0.1 1.0 DIFF Passed Yes mw_mz A12011 CC711058 05/07/26
02/13/2019 06:03 0.0 -0.1 0.1 211 20.7 0.4 1.0 DIFF Passed Yes mm_mz A12011 CC711058 05/07/26
02/14/2019 06:03 0.0 -0.1 0.1 211 21.0 0.1 1.0 DIFF Passed Yes mw_mz A12011 CC711058 05/07/26
02/15/2019 06:03 0.0 -0.1 0.1 211 20.8 0.3 1.0 DIFF Passed Yes mw_mz A12011 CC711058 05/07/26
02/16/2019 06:03 0.0 -0.1 0.1 211 209 0.2 1.0 DIFF Passed Yes mﬁwz A12011 CC711058  05/07/26
02/17/2019 06:03 0.0 -0.1 0.1 211 21.0 0.1 1.0 DIFF Passed Yes wwwz A12011 CC711058 05/07/26
02/18/2019 06:03 0.0 -0.1 0.1 211 20.8 0.3 10 DIFF Passed  Yes mm_mz A12011  CC711058  05/07/26
02/19/2019 06:03 0.0 -0.1 0.1 21 214 0.3 1.0 DIFF Passed Yes mw_m.z A12011 CC711058 05/07/26
02/20/2019 06:03 0.0 -0.1 0.1 211 214 0.3 1.0 DIFF Passed Yes mw_mz A12011 CC711058 05/07/26
02/21/2019 06:03 0.0 -0.1 0.1 214 21.0 0.1 1.0 DIFF Passed Yes m_wwz A12011 CC711058 05/07/26
02/22/2019 06:03 0.0 -0.1 0.1 211 21.2 0.1 1.0 DIFF Passed Yes mw_mz A12011 CC711058 05/07/26
02/23/2019 06:03 0.0 -0.1 0.1 221 22.3 0.2 1.0  DIFF Passed  Yes msz A12011 CC40259  04/18/26
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Calibration Detall
Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59
Source: BOILER10

Zero Level Span Level Results Protocol Gas Details
Reference Actual Cal Reference Actual Cal Cal Error On- |Gas Type | Vendor Expire
End Date / Time Value Response | Error Value Response | Error Limit | Method | Pass/Fail | Line Code ID Cylinder ID Date
02

02/24/2019 06:03 0.0 -0.1 0.1 224 218 0.3 1.0 DIFF Passed Yes mw_mz A12011 CC40259 04/18/26
02/25/2019 06:03 0.0 -0.1 0.1 221 21.8 03 1.0 DIFF Passed Yes mw_mz A12011 CC40259 04/18/26
02/26/2019 06:03 0.0 -0.1 0.1 221 222 0.1 1.0 DIFF Passed Yes mm_mz A12011 CC40259 04/18/26
02/27/2019 06:03 0.0 -01 0.1 221 222 0.1 1.0 DIFF Passed Yes mmwz A12011 CC40259 04/18/26
02/28/2019 06:03 0.0 -0.1 0.1 221 22.0 0.1 1.0 DIFF Passed Yes mw_mz A12011 CC40259 04/18/26
03/01/2019 06:03 0.0 -0.1 0.1 22.1 221 0.0 1.0 DIFF Passed Yes mw_mz A12011 CC40259 04/18/26
03/02/2019 06:03 0.0 -0.1 0.1 221 220 0.1 1.0 DIFF Passed Yes mm_mz A12011 CC40259 04/18/26
03/03/2019 06:03 0.0 -0.1 0.1 221 22.0 0.1 1.0 DIFF Passed Yes mwwz A12011 CC40259 04/18/26
03/04/2019 06:03 0.0 -0.1 0.1 221 217 04 1.0 DIFF Passed Yes mw_mz A12011 CC40259 04/18/26
03/05/2019 06:03 0.0 -0.1 0.1 221 220 0.1 10 DIFF Passed Yes mw_mz A12011 CC40259 04/18126
03/06/2019 06:03 0.0 -0.1 0.1 221 220 0.1 1.0 DIFF Passed Yes mw_mz A12011 CC40259 04/18/26
03/07/2019 06:03 0.0 -0.1 0.1 221 221 0.0 1.0 DIFF Passed Yes mw_mz A12011 CC40259 04/18/26
03/08/2019 06:03 0.0 -0.1 0.1 22.1 222 0.1 10 DIFF Passed  Yes mw_mz A12011 CC40259  04/18/26
03/09/2019 06:03 0.0 -0.1 0.1 221 221 0.0 1.0 DIFF Passed Yes mw_mz A12011 CC40259 04/18/26
03/10/2019 06:03 0.0 -0.1 0.1 221 22.0 0.1 1.0 DIFF Passed Yes mw_mz A12011 CC40259 04/18/26
03/11/2019 06:03 0.0 -0.1 0.1 22.1 22,0 0.1 1.0 DIFF Passed  Yes mw_mz A12011 CC40259  04/18/26
03/12/2019 06:03 0.0 -0.1 0.1 221 221 0.0 1.0 DIFF Passed Yes mw_mz A12011 CC40259 04/18/26
03/13/2019 06:03 0.0 -0.1 0.1 221 22.2 0.1 1.0 DIFF Passed Yes mw_wz A12011 CC40259 04/18/26
03/14/2019 06:03 0.0 0.1 0.1 221 22,0 0.1 10 DIFF Passed  Yes mez A12011 CC40259  04/18/26
Calibration Error: Failed Test Failed Level | | Maintenance Limit |
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Source: BOILER10

Calibration Detail
Plant: MONROE ENERGY, LLC.
Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Calibration Error:

Report Generated: 07/17/19 15:39

Failed Level

["Maintenance Cimit. |

Report Version 4.0

MONROE\srv_TRN-Stackvision

19 0f 75

Zero Level Span Level Results Protocol Gas Details
Reference Actual Cal Reference Actual Cal Cal Error On- |Gas Type | Vendor Expire
End Date / Time Value Response Error Value Response Error Limit Method | Pass/Fail | Line Code 1D Cylinder ID Date
02
03/15/2019 06:03 0.0 -0.1 0.1 221 21.8 0.3 1.0 DIFF Passed Yes msz A12011 CC40259 04/18/26
03/16/2019 06:03 0.0 -0.1 0.1 221 219 0.2 1.0 DIFF Passed  Yes mwwz A12011 CC40259  04/18/26
03/17/2019 06:03 0.0 -0.1 0.1 221 221 0.0 1.0 DIFF Passed Yes ww_mz A12011 CC40259 04/18/26
03/18/2019 06:03 0.0 -0.1 0.1 221 22.1 0.0 1.0 DIFF Passed Yes mw_mz A12011 CC40259 04/18/26
03/19/2019 06:03 0.0 -0.1 0.1 221 222 0.1 1.0 DIFF Passed Yes mw_mz A12011 CC40259 04/18/26
03/20/2019 06:03 0.0 -0.1 0.1 221 22.2 0.1 1.0 DIFF Passed Yes mw_mz A12011 CC40259 04/18/26
03/21/2019 06:03 0.0 -0.1 0.1 221 219 0.2 10 DIFF Passed Yes mwwz A12011 CC40259 04/18/26
03/22/2019 06:03 0.0 0.1 0.1 221 mihl ~ o7y 10 DIFF “ Maint Limit | Yes BALN  A12011  CC40259  04/18126
03/23/2019 06:03 0.0 -0.1 0.1 22.1 217 04 10 DIFF  Passed _ Yes  BALN  A12011  0C40259 0418126
03/24/2019 06:03 0.0 -0.1 0.1 221 22.0 0.1 1.0 DIFF Passed  Yes mmMz A12011 CC40259  04/18/26
03/25/2019 06:03 0.0 -0.2 0.2 22.1 21.8 0.3 1.0 DIFF Passed  Yes mm.mz A12011 CC40259  04/18/26
03/26/2019 06:03 0.0 0.1 0.1 22.1 22.0 0.1 1.0 DIFF Passed  Yes mw_mz A12011 CC40259  04/18/26
03/27/2019 06:03 0.0 -0.1 0.1 221 222 0.1 1.0 DIFF Passed Yes mw_mz A12011 CC40259 04/18/26
03/28/2019 06:03 0.0 -0.1 0.1 221 222 0.1 1.0 DIFF Passed  Yes mm._mz A12011 CC40259  04/18/26
03/29/2019 06:03 0.0 -0.1 0.1 221 21.9 0.2 1.0 DIFF Passed Yes mw_mz A12011 CC40259 04/18/26
03/30/2019 06:03 0.0 -0.1 0.1 221 21.8 0.3 1.0 DIFF Passed  Yes mm..wz A12011 CC40259  04/18/26
03/31/2019 06:03 0.0 -0.1 0.1 221 21.6 0.5 1.0 DIFF Passed Yes mﬁ}u_mz A12011 CC40259 04/18/26
04/01/2019 06:03 0.0 -0.1 0.1 221 22.0 0.1 1.0 DIFF Passed Yes mw_wz A12011 CC40259 04/18/26
04/02/2019 06:03 0.0 -0.1 0.1 221 22.1 0.0 1.0 DIFF Passed  Yes msz A12011 CC40259  04/18/26




Source: BOILER10

Calibration Detail

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

[ Zero Level Span Level Results Protocol Gas Details
Reference Actual Cal Reference Actual Cal Cal Error On- |Gas Type | Vendor Expire
End Date / Time Value Response | Error Value Response | Error Limit Method | Pass/Fail | Line Code ID Cylinder ID Date
02
04/03/2019 06:03 0.0 0.1 0.1 22.1 21.9 0.2 10 DIFF  Passed Yes  BALN  A12011  CCA0259 04118126
04/04/2019 06:03 0.0 0.1 0.1 22.1 22.1 0.0 10 DIFF  Passed Yes  BALN  AT2011  CCA0259 04118126
04/05/2019 06:03 0.0 -0.1 0.1 22.1 22.1 0.0 10 DIFF  Passed Yes  BAN  A12011  CC40259  04/18126
04/06/2019 06:03 0.0 0.1 0.1 221 22.0 0.1 10 DIFF  Passed Yes  BAN  A12011  CC40259  04/18126
04/07/2019 06:03 0.0 02 0.2 22.1 220 0.1 10 DIFF  Passed Yes  BAN  AI2011  CCA0259  04/18126
04/08/2019 06:03 0.0 0.1 0.1 22.1 21.7 0.4 10 DIFF  Passed Yes  BALN  A12011  CCA0259 04118126
04/08/2019 06:03 0.0 02 0.2 221 216 05 10 DIFF  Passed Yes  BAN  A12011  CC40259 04118126
04/10/2019 06:03 0.0 02 0.2 22.1 21.7 0.4 10 DIFF  Passed Yes  BAN  A12011  COA0259  04/18126
04/11/2019 06:03 0.0 0.1 0.1 22.1 22.0 0.1 10 DIFF  Passed Yes  BAN  AI2011  CC40259  04/18126
04/12/2019 06:03 0.0 0.2 0.2 221 22.0 0.1 10 DIFF  Passed Yes  BAN  A12011  CCA0259  04/18126
04/13/2019 06:03 0.0 02 0.2 22.1 21.9 0.2 10 DIFF  Passed Yes  BALN  A12011  CC40259 041826
04/14/2019 06:03 0.0 0.2 0.2 221 218 0.3 10 DIFF  Passed Yes  BAN  A12011  CCA0259  04/18/26
04/15/2019 06:03 0.0 02 0.2 22.1 minl ~ o7 10  DIFF ___,Is_ﬂ Gmit | Yes BALN  A12011  CC40250  04/18/26
04/16/2019 06:03 0.0 02 0.2 22.1 219 02 10 DIFF  Passed ._ Yes  BAN  A12011  CC40259 04118126
04/17/2019 06:03 0.0 0.2 0.2 221 219 0.2 10 DIFF  Passed Yes  BALN  A12011  CC40259 04118126
04/18/2019 06:03 0.0 02 0.2 22.1 21.9 0.2 10 DIFF  Passed Yes  BAN  A12011  CCA0259  04/18/26
04/19/2019 06:03 0.0 0.2 0.2 22.1 217 04 10 DIFF  Passed Yes  BAN  A12011  CCA0259  04/18126
04/20/2019 06:03 0.0 02 0.2 22.1 Nemnl ~ 06 10  DIFF _;Mm__y Limit | Yes BALN  A12011  CC40259 04118126
04/21/2019 06:03 0.0 0.2 02 22.1 217 04 10 DIFF  Passed _ Yes  BALN  A12011  CC40250  04/18/26
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Calibration Detail

Plant: MONROE ENERGY, LLC.

Repart Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Source: BOILER10

Zero Level Span Level Results Protocol Gas Details

_ Reference Actual Cal Reference Actual Cal Cal Error On- |Gas Type | Vendor Expire

.,_m_._n Date / Time Value Response | Error Value Response | Error Limit | Method | Pass/Fail | Line Code ID Cylinder ID Date

02
04/22/2019 06:03 0.0 0.2 0.2 221 219 0.2 1.0 DIFF Passed  Yes mm_mz A12011 CC40259  04/18/26
04/23/2019 06:03 0.0 0.2 0.2 22.1 21.8 0.3 1.0 DIFF Passed  Yes mw_wz A12011 CC40259  04/18/26
04/24/2019 06:03 0.0 -0.2 02 221 2186 05 1.0 DIFF Passed Yes mw_mz A12011 CC40259 04/18/26
04/25/2019 06:03 0.0 -0.2 0.2 221 21.8 0.3 1.0 DIFF Passed Yes mw_..w.z A12011 CC40259 04/18/26
04/26/2019 06:03 0.0 0.2 0.2 221 216 05 1.0 DIFF Passed  Yes mw_mz A12011 CC40258  04/18/26
04/27/2019 06:03 0.0 02 0.2 22.1 m_.m_I "~ 06 10  DIFF __ Maint Limit | Yes BALN  A12011  CCA0259 0418126
04/28/2019 06:03 0.0 0.2 0.2 221 27 04 10 DIFF  Passed , Yes  BALN  A12011  CC40250  04/18/26
04/29/2019 06:03 0.0 -0.2 0.2 221 221 0.0 1.0 DIFF Passed Yes mw_mz A12011 CC40259 04/18/26
04/30/2019 06:03 0.0 0.2 0.2 22.1 219 0.2 1.0 DIFF Passed  Yes ww_mz A12011 CC40259  04/18/26
04/30/2019 07:47 0.0 0.0 0.0 221 22.2 0.1 1.0 DIFF Passed  Yes mm_mz A12011 CC40259  04/18/26
05/01/2019 06:03 0.0 0.5 0.5 221 224 03 1.0 DIFF Passed Yes mw_mz A12011 CC40259 04/18/26
05/02/2019 06:03 0.0 0.3 0.3 221 22.2 0.1 1.0 DIFF Passed Yes mm_wz A12011 CC40259 04/18/26
05/03/2019 06:03 0.0 03 0.3 21.2 21.2 0.0 1.0 DIFF Passed  Yes mmwz CC38754  11/26/26
05/04/2019 06:03 0.0 02 0.2 212 21.1 0.1 1.0 DIFF Passed  Yes mm_mz CC38754  11/26/26
05/05/2019 06:03 0.0 0.3 0.3 21.2 21.0 0.2 1.0 DIFF Passed Yes mm_mz CC38754 11/26/26
05/06/2019 06:03 0.0 0.2 0.2 212 211 0.1 1.0 DIFF Passed  Yes mm_mz CC38754  11/26/26
05/07/2019 06:03 0.0 0.2 0.2 21.2 21.3 0.1 1.0 DIFF Passed Yes wm_mz CC38754 11/26/26
05/08/2019 06:03 0.0 0.2 0.2 21.2 213 0.1 1.0 DIFF Passed  Yes mm_mz CC38754  11/26/26
05/09/2019 06:03 0.0 0.2 0.2 21.2 21.3 0.1 1.0 DIFF Passed  Yes mmwz CC38754  11/26/26
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Source: BOILER10

Calibration Detail

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Zero Level Span Level Results Protocol Gas Details
Reference Actual Cal Reference Actual Cal Cal Error On- |Gas Type | Vendor Expire
End Date / Time Value Response | Error Value Response Error Limit | Method | Pass/Fail | Line Code ID Cylinder ID Date
02

05/10/2019 06:03 0.0 0.1 0.1 21.2 21.2 0.0 1.0 DIFF Passed Yes mw_mz CC38754 11/26/26
05/11/2019 06:03 0.0 0.1 0.1 21.2 21.2 0.0 1.0 DIFF Passed Yes mw_mz CC38754 11/26/26
05/12/2019 06:03 0.0 0.2 0.2 21.2 211 0.1 1.0 DIFF Passed Yes mm_mz CC38754 11/26/26
05/13/2019 06:03 0.0 0.2 0.2 21.2 211 0.1 1.0 DIFF Passed Yes mm_mz CC38754 11/26/26
05/14/2019 06:03 0.0 0.2 0.2 21.2 21.0 0.2 1.0 DIFF Passed Yes mw_wz CC38754 11/26/26
05/15/2019 06:03 0.0 0.2 0.2 212 211 0.1 1.0 DIFF Passed Yes mm_mz CC38754 11/26/26
05/16/2019 06:03 0.0 0.1 0.1 21.2 21.1 0.1 1.0 DIFF Passed Yes mm_mz CC38754 11/26/26
05/17/2019 06:03 0.0 0.1 0.1 21.2 21.0 0.2 1.0 DIFF Passed Yes mwwz CC38754 11/26/26
05/18/2019 06:03 0.0 0.1 0.1 21.2 211 0.1 1.0 DIFF Passed Yes ww_mz CC38754 11/26/26
05/19/2019 06:03 0.0 0.1 0.1 21.2 21.2 0.0 1.0 DIFF Passed Yes mm_mz CC38754 11/26/26
05/20/2019 06:03 0.0 0.1 0.1 21.2 211 0.1 1.0 DIFF Passed Yes mw_mz CC38754 11/26/26
05/21/2019 06:03 0.0 0.1 0.1 21.2 211 0.1 1.0 DIFF Passed Yes mw_mz CC38754 11/26/26
05/22/2019 06:03 0.0 0.1 0.1 21.2 213 0.1 1.0 DIFF Passed Yes mm_mz CC38754 11/26/26
05/23/2019 06:03 0.0 0.1 0.1 21.2 213 0.1 1.0 DIFF Passed Yes wm_mz CC38754 11/26/26
05/24/2019 06:03 0.0 0.1 0.1 212 211 0.1 10 DIFF Passed Yes mw_wz CC38754 11/26/26
05/25/2019 06:03 0.0 0.1 0.1 21.2 213 0.1 1.0 DIFF Passed Yes mw_mz CC38754 11/26/26
05/26/2019 06:03 0.0 0.0 0.0 21.2 211 0.1 1.0 DIFF Passed Yes mm_mz CC38754 11/26/26
05/27/2019 06:03 0.0 0.0 0.0 21.2 211 0.1 1.0 DIFF Passed Yes mez CC38754 11/26/26
05/28/2019 06:03 0.0 0.0 0.0 21.2 21.1 0.1 1.0 DIFF Passed Yes mw_mz CC38754 11/26/26

Calibration Errar: Failed Test Failed Level
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Source: BOILER10

Calibration Detail

Plant: MONROE ENERGY, LLC.

Report Periad: 01/01/2019 00:00 Through 06/30/2019 23:59

Zero Level Span Level Results Protocol Gas Details
Reference Actual Cal Reference Actual Cal Cal Error On- |Gas Type | Vendor Expire
End Date / Time Value Response | Error Value Response | Error Limit Method | Pass/Fail | Line Code D Cylinder ID Date
02
05/29/2019 06:03 0.0 0.0 0.0 21.2 20.9 0.3 1.0 DIFF Passed Yes mw_mz CC38754 11/26/26
05/30/2019 06:03 0.0 0.0 0.0 21.2 21.0 0.2 1.0 DIFF Passed Yes mw_mz CC38754 11/26/26
05/31/2019 06:03 0.0 0.0 0.0 21.2 21.0 0.2 1.0 DIFF Passed Yes mm_mz CC38754 11/26/26
06/01/2019 06:03 0.0 0.0 0.0 21.2 21.0 0.2 1.0 DIFF Passed Yes mmwz CC38754 11/26/26
06/02/2019 06:03 0.0 0.0 0.0 21.2 20.9 03 1.0 DIFF Passed Yes mm_mz CC38754 11/26/26
06/03/2019 06:03 0.0 0.0 0.0 21.2 21.0 0.2 1.0 DIFF Passed Yes mw_mz CC38754 11/126/26
06/04/2019 06:03 0.0 0.0 0.0 21.2 213 0.1 1.0 DIFF Passed Yes mwwz CC38754 11/26/26
06/05/2019 06:03 0.0 0.0 0.0 21.2 21.1 0.1 1.0 DIFF Passed Yes mw_mz CC38754 11/26/26
06/06/2019 06:03 0.0 0.0 0.0 21.2 209 0.3 1.0 DIFF Passed Yes ww_mz CC38754 11/26/26
06/07/2019 06:03 0.0 0.0 0.0 212 21.0 0.2 1.0 DIFF Passed Yes mm_mz CC38754 11/26/26
06/08/2019 06:03 0.0 0.0 0.0 21.2 212 0.0 1.0 DIFF Passed Yes mwwz CC38754 11/26/26
06/09/2019 06:03 0.0 0.0 0.0 21.2 213 0.1 1.0 DIFF Passed Yes mw_mz CC38754 11/26/26
06/10/2019 06:03 0.0 0.0 0.0 212 21.2 0.0 1.0 DIFF Passed Yes mw_mz CC38754 11/26/26
06/11/2019 06:03 0.0 0.0 0.0 21.2 211 0.1 1.0 DIFF Passed Yes mmwz CC38754 11/26/26
06/12/2019 06:03 0.0 0.0 0.0 21.2 242 0.0 1.0 DIFF Passed Yes mw_mz CC38754 11/26/26
06/13/2019 06:03 0.0 0.0 0.0 212 21.0 0.2 1.0 DIFF Passed Yes mw_mz CC38754 11/26/26
06/14/2019 06:03 0.0 0.0 0.0 21.2 21.0 0.2 10 DIFF Passed Yes mwwz CC38754 11/26/26
06/15/2019 06:03 0.0 0.0 0.0 212 21.2 0.0 1.0 DIFF Passed Yes mw_wz CC38754 11/26/26
06/16/2019 06:03 0.0 0.0 0.0 21.2 21.0 0.2 1.0 DIFF Passed Yes mw_mz CC38754 11/26/26
Calibration Error: Failed Test Failed Level
Report Generated: 07/17/19 15:39 Report Version 4.0 MONROE\srv_TRN-Stackvision 230f 75




Source: BOILER10

Calibration Detail

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Zero Level Span Level Results Protocol Gas Details
Reference Actual Cal Reference Actual Cal Cal Error On- |Gas Type | Vendor Expire
End Date / Time Value Response | Error Value Response | Error Limit Method | Pass/Fail | Line Code ID Cylinder ID Date
02
06/17/2019 06:03 0.0 0.0 0.0 21.2 211 0.1 1.0 DIFF Passed Yes mm_mz CC38754 11/26/26
06/18/2019 06:03 0.0 0.0 0.0 21.2 21.1 0.1 10 DIFF Passed Yes mmwz CC38754 11/26/26
06/19/2019 06:03 0.0 0.0 0.0 21.2 21.0 0.2 10 DIFF Passed Yes mw_,z CC38754 11/26/26
2
06/20/2019 06:03 0.0 0.0 0.0 21.2 20.8 0.4 1.0 DIFF Passed  Yes mm_mz CcC38754 11/26/26
06/21/2019 06:03 0.0 0.0 0.0 21.2 20.8 0.4 1.0 DIFF Passed Yes m>wz CC38754 11/26/26
o}
06/22/2019 06:03 0.0 0.0 0.0 21.2 211 0.1 1.0 DIFF Passed Yes ww_mz CC38754 11/26/26
06/23/2019 06:03 0.0 0.0 0.0 212 21.2 0.0 10 DIFF Passed Yes m}wz CC38754 11/26/26
o
06/24/2019 06:03 0.0 0.0 0.0 21.2 21.0 0.2 1.0 DIFF Passed Yes mm_mz CC38754 11/26/26
06/25/2019 06:03 0.0 0.0 0.0 21.2 21.0 0.2 1.0 DIFF Passed Yes mw_mz CC38754 11/26/26
06/26/2019 06:04 0.0 0.0 0.0 212 211 0.1 10 DIFF Passed Yes m>_mz CCa8754 11/26/26
o
06/27/2019 06:04 0.0 0.0 0.0 21.2 21.2 0.0 1.0 DIFF Passed Yes mm,_wz CC38754 11/26/26
06/28/2019 06:03 0.0 0.0 0.0 21.2 21.2 0.0 1.0 DIFF Passed Yes mw_mz CC38754 11/26/26
06/29/2019 06:03 0.0 0.0 0.0 212 21.2 0.0 1.0 DIFF Passed Yes mw_mz CCa8754 11/26/26
06/30/2019 06:04 0.0 0.0 0.0 21.2 21.0 0.2 1.0 DIFF Passed Yes m»wz CC38754 11/26/26
o
Source: BOILER14
Zero Level Span Level Results Protocol Gas Details
Reference Actual Cal Reference Actual Cal Cal Error On- |Gas Type | Vendor Expire
End Date / Time Value Response Error Value Response Error Limit Method | Pass/Fail | Line Code ID Cylinder ID Date
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Source: BOILER14

Calibration Detalil

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59
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Calibration Detail

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Source: BOILER14

Zero Level
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Results
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Calibration Detail

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Source: BOILER14

Zero Level
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Calibration Detail

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Source: BOILER14
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CC709908

CC709908

28 0f 75

02/14/21

02/14/21

02114/21

02/14/21

02/14/21

02/14/21

02114/21

02/14/21

02/14/21

02/14/21

02/14/21

02/14/21

02/14/21




Source: BOILER14

Calibration Detail

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Zero Level

Span Level

Results

Protocol Gas Details

_

End Date / Time

Reference
Value

Actual
Response

Cal
Error

Reference
Value

Actual
Response

Cal
Error

Cal
Limit

Error
Method

Pass/Fail

On-
Line

Gas Type
Code

Vendor
ID

Cylinder ID

Expire
Date

NOXPPM
02/16/2019 06:55

02/17/2019 06:55

02/18/2019 06:55

02/19/2019 06:55

02/20/2019 06:55

02/21/2019 06:55

02/22/2019 06:55

02/23/2019 06:55

02/23/2019 09:14

02/24/2019 06:55

02/25/2019 06:55

02/26/2019 06:55

02/27/2019 06:55

Calibration Error:

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

Failed Test

Report Generated: 07/17/19 15:39

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

Failed Level

286

28.6

286

28.6

286

28.6

286

28.6

286

28.6

2B.6

28.6

286

Report Version 4.0

28.7

29.1

28.8

29.6

29.7

29.0

20.2

295

28.7

28.0

28.0

28.6

28.7

0.1

0.5

0.2

1.0

1.1

0.4

0.6

09

0.1

0.6

0.6

0.0

0.1

4.0

4.0

4.0

4.0

4.0

4.0

4.0

4.0

4.0

4.0

4.0

4.0

4.0

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

MONROE\srv_TRN-Stackvision

CC709908

CC709908

CC709908

CC709308

CC709908

CC709908

CC709908

CC709908

CC709908

CC709908

CC709908

CC709908

CC7093908
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02/14/21

02/14/21

02/14/21

02/14/21

02/14/21

02/14/21

02/14/21

02/14/21

02/14/21

02/14/21

02/14/21

02/14/21

02/14/21




Source: BOILER14

Calibration Detalil

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Zero Level

Span Level

Results

Protocol Gas Details

End Date / Time

Reference
Value

Actual
Response

Cal
Error

Reference
Value

Actual
Response

Cal
Error

Cal
Limit

Error
Method

Pass/Fail

On-
Line

Gas Type
Code

Vendor
ID

Cylinder ID

Expire
Date

NOXPPM

02/28/2019 06:55

02/28/2019 08:45

03/01/2019 06:55

03/02/2019 06:55

03/03/2019 06:55

03/04/2019 06:55

03/04/2019 08:12

03/05/2019 06:55

03/06/2019 06:55

03/07/2019 06:55

03/07/2019 10:48

03/08/2019 06:55

03/08/2019 08:41

Calibration Error:

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

Failed Test

Report Generated: 07/17/19 15:39

0.1

0.0

0.1

0.1

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.1

0.1

0.0

0.1

0.1

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.1

0.1

Failed Level

28.6

28.6

28.6

286

28.6

28.6

28.6

28.6

28.6

28.6

28.6

28.6

28.6

["Maintenance Cimit |

Report Version 4.0

28.3

28.5

28.6

28.3

28.3

28.0

28.4

28.4

28.6

28.6

28.7

28.6

0.3

0.1

0.0

0.3

03

06

0.5

0.2

0.2

0.0

0.0

0.1

0.0

4.0

4.0

4.0

4.0

4.0

4.0

4.0

40

4.0

4.0

4.0

4.0

4.0

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

MONROE\srv_TRN-Stackvision

CC709908

CC709908

CC709908

CC709908

CC709908

CC709908

CC709908

CC709908

CC709908

CC709908

CC709908

CC709908

CC709908

300f 75

02114121

02114/21

02/14/21

02/14/21

02/14/21

02/14/21

02/14/21

02114/21

02/14/21

02/14/21

02/14/21

02114/21

02/14/21




Calibration Detalil

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Source: BOILER14

Zero Level

Span Level

Results

Protocol Gas Details

End Date / Time

Reference

Value

Actual
Response

Cal
Error

Reference

Value

Actual
Response

Cal
Error

Cal
Limit

Error
Method

Pass/Fail

On-
Line

Gas Type
Code

Vendor
ID

Cylinder ID

Expire
Date

NOXPPM
03/09/2019 06:55

03/10/2019 06:55

03/11/2019 06:55

03/12/2019 06:55

03/13/2019 06:55

03/14/2019 06:55

03/14/2019 07:55

03/15/2019 06:55

03/16/2019 06:55

03/17/2019 06:55

03/17/2019 09:53

03/18/2019 06:55

03/19/2019 06:55

Calibration Error:

0.0
0.0
0.0
0.0
0.0
0.0
0.0
0.0
0.0
0.0
0.0
0.0

0.0

Report Generated: 07/17/19 15:39

-0.1

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.1

0.1

0.1

0.1

0.1

0.1

0.0

0.0

0.0

0.0

0.0

0.0

0.0

Failed Level

28.6

28.6

286

286

28.6

286

28.6

28.6

28.6

28.6

28.6

286

CVE o

Maintenance Limit |

Report Version 4.0

284

28.2

28.2

28.3

28.5

283

28.6

281

28.5

28.5

28.7

28.7

02

04

0.4

0.3

0.1

0.3

0.0

0.5

0.3

0.1

0.1

0.1

0.1

4.0

4.0

4.0

4.0

4.0

4.0

4.0

4.0

4.0

4.0

4.0

4.0

4.0

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

MONROE\srv_TRN-Stackvision

CC709908

CC709908

CC709908

CC709908

CC709908

CC709908

CC709908

CC709908

CC709908

CC709908

CC709908

CC709908

CC709908

310f 75

02114/21

02/14/21

02114/21

02/14/21

02/14/21

02/14/21

02/14/21

02/14/21

02/14/21

02/14/21

02/14/21

02/14/21

02/14/21




Calibration Detail

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Source: BOILER14

Zero Level

Span Level

Results

Protocol Gas Details

End Date / Time

Reference

Value

Actual
Response

Cal
Error

Reference
Value

Actual
Response

Cal

Error

Cal
Limit

Method

Error

Pass/Fail

On-
Line

Gas Type
Code

Vendor
ID

Cylinder ID

Expire
Date

NOXPPM

03/19/2019 08:50

03/19/2019 09:32

03/20/2019 06:15

03/21/2019 06:15

03/21/2019 07:38

03/22/2019 06:15

03/23/2019 06:15

03/24/2019 06:15

03/24/2019 13:27

03/25/2019 06:15

03/25/2019 10:05

03/26/2019 06:15

03/27/2019 06:15

Calibration Error:

0.0
0.0
0.0
0.0
0.0
0.0
0.0
0.0
0.0
0.0
0.0
0.0

0.0

Failed Test

Report Generated: 07/17/19 15:39

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.1

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.1

0.0

0.1

0.0

0.0

Failed Level

28.6

286

286

28.6

28.6

286

2B.6

28.6

286

286

28.6

28.6

["Maintenance Limit |

Report Version 4.0

28.7

28.8

28.7

284

284

27.7

28.2

28.7

28.5

28.4

28.6

28.9

29.2

0.1

0.2

0.1

0.2

0.2

0.9

04

0.1

0.1

0.2

0.0

0.3

0.6

4.0

4.0

4.0

4.0

4.0

4.0

4.0

4.0

4.0

4.0

4.0

4.0

4.0

DIFF Passed

DIFF Passed

DIFF Passed

DIFF Passed

DIFF Passed

DIFF Passed

DIFF Passed

DIFF Passed

DIFF Passed

DIFF Passed

DIFF Passed

DIFF Passed

DIFF Passed

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

MONROE\srv_TRN-Stackvision

CC709908

CC709908

CC709908

CC709908

CC709908

CC709908

CC709908

CC709908

CC709908

CC709908

CC709908

CC709908

CC709908

320f 75

02/14/21

02/14/21

02/14/21

02/14/21

02/14/21

02/14/21

02/14/21

021421

02/14/21

02/14/21

02/14/21

02/14/21

02/14/21




Source: BOILER14

Calibration Detail

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Zero Level

Span Level

Results

Protocol Gas Details

End Date / Time

Reference
Value

Actual
Response

Cal
Error

Reference

Value

Actual
Response

Cal
Error

Cal
Limit

Error
Method

Pass/Fail

On-
Line

Gas Type
Code

Vendor
ID

Cylinder ID

Expire
Date

NOXPPM
03/28/2019 06:15

03/29/2019 06:15

03/30/2019 06:15

03/31/2019 06:15

04/01/2019 06:15

04/02/2019 06:15

04/03/2019 06:15

04/04/2019 06:15

04/05/2019 06:15

04/06/2019 06:15

04/07/2019 06:15

04/08/2019 06:15

04/08/2019 07:15

Calibration Error:

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

Report Generated: 07/17/19 15:39

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

Failed Level

2B.6

286

28B.6

286

286

286

286

28.6
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2B.6

28.6

286

I Maintenance Limit |

Report Version 4.0
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29.0
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29.1
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0.4

0.0

0.3

0.5

0.1

0.2

0.2
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4.0

4.0

40

4.0

4.0

4.0

4.0

4.0

4.0

4.0

4.0

4.0

4.0

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
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NOX

BALN
NO
NOX

BALN
NO
NOX

MONROE\srv_TRN-Stackvision

CC709908

CC709908

CC709908

CC709908

CC709908

CC709908

CC7093908

CC709908

CC709908

CC709308

CC709908

CC709908

CC7099308

330f75

02/14/21

02/14/21

02/14/21

02/14/21
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02/14/21

02/14/21
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02/14/21

02/14/21

02/14/21

02/14/21
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Calibration Detail

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Source: BOILER14

Zero Level

Span Level

Results

Protocol Gas Details

|End Date / Time

Reference

Value

Actual
Response

Cal
Error

Reference
Value

Actual
Response

Cal
Error

Cal
Limit

Error
Method

Pass/Fail

On-
Line

Gas Type
Code

Vendor
ID

Cylinder ID

Expire
Date

NOXPPM
04/09/2019 08:15

04/10/2019 06:15

04/11/2019 06:15

04/12/2019 06:15

04/13/2019 06:15

04/14/2019 06:15

04/15/2019 06:15

04/16/2019 06:15

04/17/2019 06:15

04/18/2019 06:15

04/19/2019 06:15

04/20/2019 06:15

04/21/2019 06:15

Calibration Error:

0.0
0.0
0.0
0.0
0.0
0.0
0.0
0.0
0.0
0.0
0.0
0.0

0.0

Failed Test

Report Generated: 07/17/19 15:39

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

Failed Level

28.6

28.6

28.6

28.6

28.6

28.6

28.6

28.6

286

286

286

28.6

28.6
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4.0
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4.0

4.0

4.0

4.0

4.0

4.0

4.0

4.0

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

BALN
NO
NOX

BALN

NOX

BALN
NO
NOX

BALN
NO
NOX

BALN
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NOX

BALN
NO
NOX

BALN
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NOX

BALN

NOX

BALN
NO
NOX
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NO
NOX
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NOX
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BALN
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CC709908

CC709908
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CC709908

CC709908

CC709908

CC709908

CC709308

CC709908

CC709908

34 of 75

02/14/21

02/14/21

02/14/21
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Calibration Detail
Plant: MONROE ENERGY, LLC.
Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Source: BOILER14

Zero Level Span Level Results Protocol Gas Details

Reference Actual Cal Reference Actual Cal Cal Error On- |Gas Type | Vendor Expire
End Date / Time Value Response | Error Value Response | Error Limit | Method | Pass/Fail | Line Code 1D Cylinder ID Date

NOXPPM

04/22/2018 06:15 0.0 0.0 0.0 28.6 28.5 0.1 40  DIFF Passed Yes mh_..“wz CC709908 02/14/21
NOX

04/22/2019 08:45 0.0 0.0 0.0 28.6 285 0.1 4.0 DIFF Passed Yes BALN CC709908 02/14/21

NOX

04/23/2019 06:15 0.0 0.0 0.0 28.6 28.5 0.1 40 DIFF Passed Yes mb__n.uz CC709908  02/14/21
NOX

04/24/2019 06:15 0.0 0.0 0.0 28.6 28.2 0.4 40 DIFF Passed Yes m_“_.z CC708908  02/14/21
0
NOX

04/25/2018 06:15 0.0 0.0 0.0 28.6 28.4 0.2 4.0 DIFF Passed Yes mbwz CC709908 02/14/21
NOX

04/26/2019 06:15 0.0 0.0 0.0 28.6 28.2 04 40 DIFF Passed Yes mb.@Z CC709908 02/14/21
NOX

04/27/2019 06:15 0.0 0.0 0.0 28.6 28.2 0.4 4.0 DIFF Passed Yes m)._”.uz CC709308 02/14/21
N
NOX

04/28/2019 06:15 0.0 0.0 0.0 286 284 0.2 40 DIFF Passed Yes BALN CC709908  02/114/21

NOX
04/29/2019 06:15 0.0 0.0 0.0 28.6 29.0 0.4 4.0 DIFF Passed Yes BALN CC709908 02/14/21

NOX

04/30/2019 06:15 0.0 0.0 0.0 28.6 286 0.0 40 DIFF Passed Yes man CC709908 02/14/21
NOX

05/01/2019 06:15 0.0 0.0 0.0 28.6 28.9 0.3 4.0 DIFF Passed Yes mn._...uz CC709908  02/14/21
NOX

05/02/2019 06:15 0.0 0.0 0.0 28.6 28.7 0.1 4.0 DIFF Passed Yes BALN CC709908  02/14/21
NOX

05/03/2019 06:15 0.0 0.0 0.0 28.9 28.2 0.7 40 DIFF Passed Yes BALN CC497873  02/18/22

NOX
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Source: BOILER14

Calibration Detail

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59
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Cylinder ID
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NOXPPM
05/04/2019 06:15

05/05/2019 06:15

05/06/2019 06:15

05/07/2019 06:15

05/08/2019 06:15

05/09/2019 06:15

05/10/2019 06:15

05/11/2019 06:15
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Source: BOILER14

Calibration Detail

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Zero
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Span Level

Results
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Vendor
ID

Cylinder ID
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Date

NOXPPM

05/17/2019 06:15

05/18/2019 06:15

05/19/2019 06:15

05/20/2019 06:15
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Calibration Detail

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Source: BOILER14

Zero Level

Span Level

Results

Protocol Gas Details

End Date / Time
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Error
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Response
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Method
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Gas Type
Code

Vendor
1D

Cylinder ID

Expire
Date

NOXPPM
05/29/2019 06:15

05/30/2019 06:15

05/31/2019 06:15

06/01/2019 06:15

06/02/2019 06:15

06/03/2019 06:15

06/04/2019 06:15

06/05/2019 06:14

06/06/2019 06:15

06/07/2019 06:15

06/08/2019 06:15

06/09/2019 06:15
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Calibration Detail

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Source: BOILER14

Zero Level

Span Level

Results

Protocol Gas Details

End Date / Time

Reference Actual

Value Response

Cal
Error

Reference Actual
Value Response

Cal
Error

Cal
Limit

Error
Method

Pass/Fail

On-
Line

Gas Type
Code

Vendor
ID

Cylinder ID

Expire
Date

NOXPPM
06/11/2019 06:15

06/12/2018 06:15

06/13/2019 06:15

06/14/2019 06:15

06/15/2019 06:15

06/16/2019 06:15

06/17/2019 06:15

06/18/2019 06:15

06/19/2019 06:15

06/20/2019 06:15

06/21/2019 06:15

06/22/2019 06:15

06/23/2019 06:15

Calibration Error:

0.0
0.0
0.0
0.0
0.0
0.0
0.0
0.0
0.0
0.0
0.0
0.0

0.0
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Source: BOILER14

Calibration Detail
Plant: MONROE ENERGY, LLC.
Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Zero Level Span Level Results Protocol Gas Details
Reference Actual Cal Reference Actual Cal Cal Error On- |Gas Type | Vendor Expire
End Date / Time Value Response Error Value Response Error Limit Method | Pass/Fail | Line Code ID Cylinder ID Date
NOXPPM
06/24/2019 06:15 0.0 0.0 0.0 289 28.8 0.1 4.0 DIFF Passed Yes mn_.,_wZ CC497873 02/18/22
NOX
06/25/2019 06:15 0.0 0.0 0.0 28.9 28.8 0.1 40 DIFF Passed  Yes mnrz CC497873  02/18/22
o
NOX
06/26/2019 06:15 0.0 0.0 0.0 289 291 0.2 4.0 DIFF Passed Yes mnwz CC497873 02/18/22
NOX
06/27/2019 06:15 0.0 0.0 0.0 28.9 292 0.3 4.0 DIFF Passed Yes m_“rz CC497873 02/18/22
0
NOX
06/28/2019 06:15 0.0 0.0 0.0 28.9 29.1 0.2 40 DIFF Passed  Yes BALN CC497873  02/18/22
NO
NOX
06/29/2019 06:14 0.0 0.0 0.0 28.9 29.1 0.2 40 DIFF Passed  Yes man CC497873  02/18/22
NOX
06/30/2019 06:14 0.0 0.0 0.0 28.9 28.8 0.1 40 DIFF Passed  Yes m)w_,._ CC497873  02/18/22
N
NOX
02
01/01/2019 05:50 0.00 -0.22 0.2 21.89 m.__.am" a.m_ 1.0 DIFF “ Maint Limit | Yes msz CC501242 01/30/26
R e ||
01/02/2019 05:50 0.00 -0.20 0.2 21,89 21.54 04 1.0 DIFF Passed Yes whw_mz CC501242 01/30/26
01/03/2019 05:50 0.00 0.29 0.3 21.89 21.81 0.1 1.0 DIFF Passed Yes mnhu_mz CC501242 01/30/26
01/04/2019 05:50 0.00 0.26 0.3 21.89 21.85 0.0 1.0 DIFF Passed Yes mw_mz CC501242 01/30/26
01/05/2019 05:50 0.00 0.1 0.1 21.89 2131 “| "~ 08 10 DIFF _:ﬁm.y Limit | Yes BALN CC501242  01/30/26
ey ] e
01/06/2019 05:50 0.00 -0.03 0.0 21.89 21.43 0.5 1.0 DIFF Passed Yes mwwz CC501242 01/30/26
01/07/2018 05:50 0.00 -0.19 0.2 21.89 21.67 0.2 1.0 DIFF Passed Yes mwpmz CC501242 01/30/26
01/08/2019 05:50 0.00 0.13 0.1 21.89 21.78 0.1 1.0 DIFF Passed Yes mw_mz CC501242 01/30/26
01/09/2019 05:50 0.00 0.13 0.1 21.89 21.46 0.4 1.0 DIFF Passed Yes mw_wz CC501242 01/30/26

Calibration Error:

Failed Test

Report Generated: 07/17/19 15:39
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Source: BOILER14

Calibration Detail
Plant: MONROE ENERGY, LLC.
Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Zero Level Span Level Results Protocol Gas Details
Reference Actual Cal Reference Actual Cal Cal Error On- |Gas Type | Vendor Expire
End Date / Time Value Response | Error Value Response | Error Limit Method | Pass/Fail | Line Code ID Cylinder ID Date
02
01/10/2019 05:50 0.00 0.15 0.2 21.89 21.51 0.4 10 DIFF  Possed Yes  BAW CC501242  01/30/26
01/11/2019 05:50 0.00 0.26 03 21.89 21.96 0.1 10 DIFF  Passed Yes  BAN CC501242  01/30/26
01/12/2019 05:50 0.00 0.18 0.2 21.89 22.11 0.2 10 DIFF  Passed  Yes  BA CC501242  01/30/26
01/13/2019 05:50 0.00 0.31 0.3 21.89 22.16 0.3 10 DIFF  Passed Yes  BA CC501242  01/30/26
01/14/2019 05:50 0.00 0.47 0.5 21.89 22.19 03 10 DIFF  Passed Yes  BA CC501242  01/30/26
01/15/2019 05:50 0.00 22.83 228 21.89 mm.mo_l 09, 10 DIFF E Yes  BALN CC501242  01/30/26
01/15/2019 09:22 0.00 0.00 0.0 21.89 2190 00 10 DIFF  Passed  Yes  BAN CC501242  01/30/26
01/16/2019 05:50 0.00 0.12 0.1 21.89 21.95 0.1 10 DIFF Passed  Yes  BALN CC501242  01/30/26
01/17/2019 05:50 0.00 0.20 0.2 21.89 22.22 0.3 10 DIFF  Passed  Yes  BAW CC501242  01/30/26
01/18/2019 05:50 0.00 0.15 0.2 21.89 21.97 0.1 10 DIFF  Passed Yes  BAN CC501242  01/30/26
01/19/2019 05:50 0.00 0.20 0.2 21.89 22.07 02 10 DIFF  Passed Yes  BALN CC501242  01/30/26
01/20/2019 05:50 0.00 0.14 0.1 21.89 21.47 0.4 10 DIFF  Passed Yes  BAWN CC501242  01/30/26
01/21/2019 05:50 0.00 0.17 0.2 21.89 21.98 0.1 10 DIFF  Passed Yes  BAN CC501242  01/30/26
01/22/2019 05:50 0.00 0.26 0.3 2189 MN.S_I T 06, 10 DIFF “ Maint Limit | Yes BALN CC501242 0130126
01/23/2019 05:50 0.00 cumhl ~ 0g 21.89 mw.mm“l T07 10 OFF "ﬂmﬂm‘:ﬂ | ves BALN CC501242 0130126
01/23/2019 09:37 0.00 004 00 21.89 2189 00 10 DIFF  Passed _ Yes  BAN CC501242  01/30/26
01/24/2019 05:49 0.00 0.02 0.0 21.89 21.39 0.5 10 DIFF  Passed  Yes  BAN CC501242  01/30/26
01/25/2019 05:49 0.00 0.1 0.1 21.89 21.52 0.4 10 DIFF  Passed  Yes  BAWN CC501242  01/30/26
01/26/2019 05:50 0.00 0 mmul - lo,m“ 21.89 mt_.mn__l - io_ﬂ“ 10  DIFF _lz_M:m.__ﬂL_ Yes  BAN CC501242  01/30/26
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Source: BOILER14

Calibration Detail
Plant: MONROE ENERGY, LLC.
Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59
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Failed Test
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Zero Level Span Level Results Protocol Gas Details

_ Reference Actual Cal Reference Actual Cal Cal Error On- |Gas Type | Vendor Expire

_m_._a Date / Time Value Response | Error Value Response Error Limit Method | Pass/Fail | Line Code ID Cylinder ID Date

02
01/27/2019 05:50 0.00 -c.mm_I ~ 06 21.89 200 7 10, 10 OFF “ Maint Limit | Yes  BALN CC501242  01/30/26
01/28/2019 05:49 0.00 052 05 21.89 14.08 7.8 10  DIFF Failed  INCCRNLAN CC501242  01/30/26
01/28/2019 08:17 0.00 -0.01 0.0 21.89 21.91 0.0 10 DIFF  Passed Yes  BAN CC501242  01/30/26
01/29/2019 05:49 0.00 -0.41 0.4 21.89 21.36 05 10 DIFF  Passed Yes  BALN CC501242  01/30/26
01/30/2019 05:49 0.00 -0.51 05 21.89 E.mmnl 06y 10 DIFF " Maint Limit | Yes BALN CC501242  01/30/26
01/31/2019 05:49 0.00 -0.45 05 21.89 2159 03 10 DIFF  Passed _ Yes  BAN CC501242  01/30/26
02/01/2019 05:49 0.00 -0.45 0.5 21.89 2167 0.2 10 DFF  Passed Yes  BALN CC501242  01/30/26
02/02/2019 05:49 0.00 -0.46 05 21.89 21.60 0.3 10 DIFF  Passed Yes  BAWN CC501242  01/30/26
02/03/2019 05:49 0.00 -0.51 05 21.89 21.37 05 10 DIFF  Passed Yes  BALN CC501242  01/30/26
02/04/2019 05:49 0.00 -0.51 05 21.89 21.31 “I "~ 06 10 DIFF __ Maint Limit | Yes BALN CC501242  01/30/26
02/05/2019 05:49 0.00 0.29 0.3 21.89 2208 02 10 DIFF  Passed _ Yes  BALN CC501242  01/30/26
02/06/2019 05:49 0.00 0.25 0.3 21.89 22.20 03 10 DIFF  Passed Yes  BAN CC501242  01/30/26
02/07/2019 05:49 0.00 0.01 0.0 21.89 21.87 0.0 10 DIFF  Passed Yes  BALN CC501242  01/30/26
02/08/2019 05:49 0.00 0.04 0.0 21.89 21.80 0.1 10 DIFF  Passed Yes  BALN CC501242  01/30/26
02/09/2019 05:49 0.00 -0.10 0.1 21.89 22.14 0.3 10 DIFF  Passed Yes  BAN CCS501242  01/30/26
02/10/2019 05:49 0.00 -0.45 05 21.89 21.88 0.0 10 DIFF  Passed Yes  BALN CC501242  01/30/26
02/11/2019 05:49 0.00 -0.49 0.5 21.89 21.45 0.4 10 DIFF  Passed Yes  BAN CC501242  01/30/26
02/12/2019 05:49 0.00 -0.49 0.5 21.89 N_.Gul " 07 10  DIFF “ Maint Limit | Yes BALN ©C501242  01/30/26
02/13/2019 05:49 0.00 -0.49 0.5 21.89 17.48 44 10 DIFF S ves  sau CC501242  01/30/26




Source: BOILER14

Calibration Detail
Plant: MONROE ENERGY, LLC.
Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Zero Level Span Level Results Protocol Gas Details
Reference Actual Cal Reference Actual Cal Cal Error On- |Gas Type | Vendor Expire
End Date / Time Value Response | Error Value Response Error Limit Method | Pass/Fail | Line Code ID Cylinder ID Date
02
02/13/2019 06:51 0.00 -0.49 0.5 21.89 17.27 46 10 DIFF E Yes  BAN CC501242  01/30/26
02/13/2019 08:33 0.00 -0.02 0.0 21.89 21.87 0.0 10 DIFF Passed  Yes  BALN CC501242  01/30/26
02/14/2019 06:51 0.00 -0.03 0.0 21.89 22.10 0.2 10 DIFF Passed  Yes  BALN CC501242  01/30/26
02/15/2019 06:51 0.00 -0.29 0.3 21.89 21.63 03 10 DIFF Passed  Yes  BALN CC501242  01/30/26
02/15/2019 11:48 0.00 -0.01 0.0 21.89 21.88 0.0 10 DIFF  Passed  Yes  BALN CC501242  01/30/26
02/16/2019 06:52 0.00 -0.08 0.1 21.89 21.92 0.0 1.0  DIFF Passed  Yes  BALN CC501242  01/30/26
02/17/2019 06:52 0.00 -0.15 0.2 21.89 22.04 0.2 10 DIFF Passed  Yes  BALN CC501242  01/30/26
02/18/2019 06:52 0.00 -0.16 0.2 21.89 21.77 0.1 10 DIFF Passed  Yes  BALN CC501242  01/30/26
02/19/2019 06:52 0.00 -0.16 0.2 21.89 22.34 0.5 10 DIFF Passed  Yes  BALN CC501242  01/30/26
02/20/2019 06:52 0.00 -0.14 0.1 21.89 2237 05 10 DIFF Passed  Yes  BALN CC501242  01/30/26
02/21/2019 06:52 0.00 -0.18 0.2 21.89 21.90 0.0 10 DIFF Passed  Yes  BALN CC501242  01/30/26
02/22/2019 06:52 0.00 0.41 0.4 21.89 22741 7 o9 10 DIFF “ Maint Limit | Yes BALN CC501242  01/30/26
02/23/2019 06:52 0.00 c_mohl " 0g 21.89 23.02 1.1 10  DIFF Yes  BALN CC501242  01/30/26
02/23/2019 09:11 0.00 001 00 21.89 21.92 0.0 10 DIFF Passed  Yes  BALN CC501242  01/30/26
02/24/2019 06:52 0.00 0.33 03 21.89 21.64 0.3 10 DIFF Passed  Yes  BALN ©C501242  01/30/26
02/25/2019 06:52 0.00 0.21 0.2 21.89 2162 0.3 10 DIFF Passed  Yes  BALN CC501242  01/30/26
02/26/2019 06:52 0.00 -0.14 0.1 21.89 21.70 0.2 10  DIFF Passed  Yes  BALN CC501242  01/30/26
02/27/2019 06:52 0.00 -0.28 03 21.89 21.64 0.3 10 DIFF Passed  Yes  BALN CC501242  01/30/26
02/28/2019 06:52 0.00 -0.47 05 21.89 E.Kul - Ic.M_ 10  DIFF ulz_msﬁwﬂ_“ Yes  BALN CC501242  01/30/26
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Source: BOILER14

Calibration Detail
Plant: MONROE ENERGY, LLC.
Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Calibration Error:

Report Generated: 07/17/19 15:39

Report Version 4.0

MONROE\srv_TRN-Stackvision

44 of 75

Zero Level Span Level Results Protocol Gas Details
Reference Actual Cal Reference Actual Cal Cal Error On- |Gas Type | Vendor Expire
End Date / Time Value Response Error Value Response Error Limit Method | Pass/Fail | Line Code ID Cylinder ID Date
02
02/28/2019 08:42 0.00 -0.02 0.0 21.89 21.84 0.1 10 DIFF  Passed Yes  BALN CC501242  01/30/26
03/01/2019 06:52 0.00 0.21 0.2 21.89 22.04 0.2 10 DIFF  Passed Yes  BALN CC501242  01/30/26
03/02/2019 06:52 0.00 -0.27 03 21.89 21.53 0.4 10 DIFF  Passed Yes  BALN CC501242  01/30/26
03/03/2019 06:52 0.00 -0.51 0.5 21.89 21.40 0.5 10 DIFF  Passed Yes  BALN CC501242  01/30/26
03/04/2019 06:52 0.00 -c.mwnl "~ 06y 21.89 20.72 1.2 10 DIFF H Yes  BAN CC501242  01/30/26
03/04/2019 08:09 0.00 000 00 21.89 21.89 0.0 10 OFF  Passed Yes  BAN CC501242  01/30/26
03/05/2019 06:52 0.00 -0.26 0.3 21.89 21.92 0.0 10 DIFF  Passed Yes  BALN CC501242  01/30/26
03/06/2019 06:52 0.00 -o.mu_l 06 21.89 21.42 0.5 10  DIFF “ Maint Limit | Yes ~ BALN CC501242  01/30/26
03/07/2019 06:52 0.00 -o,mmnl - d,m__ 21.89 21.38 0.5 10 DIFF “ﬂmﬂ_ﬂsﬂ“ Yes  BAN CC501242  01/30/26
03/07/2019 10:45 0.00 000 00 21.89 21.89 0.0 10 DIFF  Passed : Yes  BALN CC501242  01/30/26
03/08/2019 06:52 0.00 1.19 12 21.89 22.91 _l T 10  DIFF E Yes  BALN CC501242  01/30/26
03/08/2019 08:38 0.00 0.01 0.0 21.89 2189 00 10 DIFF  Passed Yes  BALN CC501242  01/30/26
03/09/2019 06:52 0.00 0.34 0.3 22.21 22.37 0.2 10 DIFF  Passed Yes  BALN CC446927  02/20/26
03/10/2019 06:52 0.00 0.25 0.3 22.21 2217 0.0 10 DIFF  Passed Yes  BAN CC446927  02/20/26
03/11/2019 06:52 0.00 0.27 03 22.21 22.22 0.0 10 DIFF  Passed Yes  BALN CC446927  02/20/26
03/12/2019 06:52 0.00 0.21 0.2 22.21 22.27 0.1 10 DIFF  Passed Yes  BALN CC446927  02/20/26
03/13/2019 06:52 0.00 -0.01 0.0 22.21 22.15 0.1 10 DIFF  Passed Yes  BALN CC446927  02/20/26
03/14/2019 06:52 0.00 0.29 0.3 22.21 22.31 0.1 10 DIFF  Passed Yes  BALN CC446927  02/20/26
03/14/2019 07:52 0.00 0.03 0.0 22.21 22.09 0.1 10 DIFF  Passed Yes  BALN CC446927  02/20/26
E Failed Level nance Q:._ﬂ_




Source: BOILER14

Calibration Detail
Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Zero Level Span Level Results Protocol Gas Details
Reference Actual Cal Reference Actual Cal Cal Error On- |Gas Type | Vendor Expire
End Date / Time Value Response Error Value Response Error Limit Method | Pass/Fail | Line Code ID Cylinder ID Date
02
03/15/2019 06:52 0.00 0.27 0.3 22.21 22.15 0.1 10 DIFF  Passed Yes  BALN CC446927  02/20/26
03/16/2019 06:52 0.00 0.47 0.5 22.21 2235 0.1 10 DFF  Passed Yes  BALN CCA446927  02120/26
03/17/2019 06:52 0.00 111 1.1 22.21 22,91 “| T 07, 10 DFF E Yes  BALN CC446927 02120126
03/17/2019 09:50 0.00 0.43 04 22.21 2270 05 10 DIFF  Passed Yes  BALN CC446927  02/20/26
03/18/2019 06:52 0.00 063"~ 06 22.21 22564 0.4 10 DIFF “ Maint Limit | Yes BALN CC446927  02/20/26
03/19/2019 06:52 0.00 1.18 1.2 22.21 mu;mul T 09, 10 orr [ICTTER ves BALN CC446927  02/20126
03/19/2019 08:47 0.00 0.08 0.1 2221 2232 04 10 DIFF  Passed Yes  BALN CC446927 02120126
03/19/2019 09:29 0.00 0.36 0.4 22.21 22.47 0.3 10 DIFF  Passed  Yes  BAN CCA446927  02/20/26
03/20/2019 06:12 0.00 -0.05 0.1 22.21 22.00 0.2 10 DIFF  Passed Yes  BAN CCA446927 02120126
03/21/2019 06:12 0.00 .o.muhl "~ 06 2221 21.11 11 10  DIFF E Yes  BALN CC446927  02/20/26
03/21/2019 07:35 0.00 001 00 22.21 22.24 0.0 10 DFF  Passed Yes  BAN CC446927  02/20/26
03/22/2019 06:12 0.00 0.13 0.1 22.21 21.89 0.3 10 DIFF  Passed Yos  BALN CCA446927 02120126
03/23/2019 06:12 0.00 0.30 0.3 22.21 22.39 0.2 10 DIFF  Passed Yes  BAN CCA446927  02/20/26
03/24/2019 06:12 0.00 193 19 22.21 24.34 21 10  DIFF Faled SRR CC446927  02/20/26
03/24/2019 13:24 0.00 -0.03 0.0 2221 22.20 0.0 10 DIFF  Passed Yos  BALN CC446927  02/20/26
03/25/2019 06:12 0.00 0.12 0.1 22.21 22.28 0.1 10 DIFF  Passed Yes  BALN CCA446927  02/20/26
03/25/2019 10:02 0.00 0.01 0.0 22.21 22.19 0.0 10 DIFF  Passed Yes  BALN CC446927  02/20/26
03/26/2019 06:12 0.00 -0.04 0.0 2221 22.24 0.0 10 DIFF  Passed  Yes  BAN CC446927 02120126
03/27/2019 06:12 0.00 -0.15 0.2 22.21 22.34 0.1 10 DIFF  Passed Yes  BALN CC446927  02/20/26
Calibration Errar: Failed Test Failed Level | [Maintenance imi |
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Source: BOILER14

Calibration Detail
Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Zero Level Span Level Results Protocol Gas Details
Reference Actual Cal Reference Actual Cal Cal Error On- |Gas Type | Vendor Expire
End Date / Time Value Response | Error Value Response | Error Limit Method | Pass/Fail | Line Code 1D Cylinder ID Date
02
03/28/2019 06:12 0.00 -0.33 0.3 22.21 22.12 0.1 10 DIFF  Passed Yes  BAW CC446927  02/20/26
03/29/2019 06:12 0.00 -0.43 0.4 22.21 21.80 0.4 10 DIFF  Passed Yes  BAN CCA446927 02120126
03/30/2019 06:12 0.00 -0.48 0.5 22.21 21.68 05 10 DIFF  Passed Yes  BAN CC446927 02120126
03/31/2019 06:12 0.00 -c.mmhl Y 22.21 E.umql " o9 10  DIFF " Maint Limit | Yes BALN CC446927 02120126
04/01/2019 06:12 0.00 -o,mm_:. - Io.mun 22.21 2173 08 10 DIFF __ﬂm__lar_.wnﬂ “ Yes  BALN CC446927  02/20/26
04/02/2019 06:12 0.00 023 02 22.21 22.20 0.0 10 DIFF  Passed : Yes  BAN CC446927  02/20/26
04/03/2019 06:12 0.00 -0.02 0.0 22,21 22.18 0.0 10 DIFF  Passed Yes  BAN CC446927  02/20/26
04/04/2019 06:12 0.00 -0.24 0.2 22.21 2217 0.0 10 DIFF  Passed Yes  BAN CCA446927 02120126
04/05/2019 06:12 0.00 -0.45 05 22.21 22.01 0.2 10 DIFF  Passed Yes  BAN CCa46927  02/20/26
04/06/2019 06:12 0.00 -o.mm_I ~ 08 22.21 21.73 05 10  DIFF __ Maint Limit | Yes BALN CC446927  02/20/26
04/07/2019 06:12 0.00 0.61 “I ~ 08 22.21 21.71 05 10  DIFF "ﬂmﬂ.ﬂaﬂ_ Yes  BALN CCA446927 02720126
04/08/2019 06:12 0.00 -S..unl =05 2221 21.41 _I ~ 08 10 DIFF “ﬂmﬂ_ﬂaﬂ | v BALN CC446927  02/20/26
04/08/2019 07:12 0.00 000 00 22.21 2221 00 10 DIFF  Passed _ Yes  BALN CC446927  02/20/26
04/09/2019 06:12 0.00 0.17 0.2 22.21 21.89 03 10 DIFF  Passed Yes  BALN CCA446927 02120126
04/10/2019 06:12 0.00 022 0.2 22.21 21.95 0.3 10 DIFF  Passed Yos  BALN CCA446927  02/20/26
04/11/2019 06:12 0.00 -0.40 0.4 22.21 22.01 0.2 10 DIFF  Passed Yes  BA CC446927  02/20/26
04/12/2019 06:12 0.00 0.01 0.0 22.21 2242 0.2 10 DIFF  Passed Yes  BALN CCA446927 02120126
04/13/2019 06:12 0.00 0.25 0.3 22.21 22.10 0.1 10 DIFF  Passed Yes  BAN CCa46927  02/20/26
04/14/2019 06:12 0.00 -0.36 0.4 22.21 2187 0.3 10 DIFF  Passed Yes  BAN CC446927  02/20/26
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Source: BOILER14

Calibration Detail
Plant: MONROE ENERGY, LLC.
Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Zero Level Span Level Resuits Protocol Gas Details
Reference Actual Cal Reference Actual Cal Cal Error On- |Gas Type | Vendor Expire
End Date / Time Value Response | Error Value Response Error Limit Method | Pass/Fail | Line Code ID Cylinder ID Date
02
04/15/2019 06:12 0.00 -0.48 05 22.21 E.mw“l ~ 09 10 DIFF “ Maint Limit | Yes BALN CCA446927  02/20/26
04/16/2019 06:12 0.00 -0.40 04 22.21 2195 03 10 DIFF  Passed | Yes  BALN CC446927  02/20/26
04/17/2019 06:12 0.00 -0.52 0.5 22.21 21.80 0.4 10 DIFF  Passed Yes  BAN CCA446927  02/20/26
04/18/2019 06:12 0.00 -0.46 0.5 22.21 21.84 0.4 10 DIFF  Passed  Yes  BAN CCA446927  02/20/26
04/19/2019 06:12 0.00 -0.48 05 22.21 ﬁ,mN_I "~ Tog, 10 DIFF " Maint Limit | Yes BALN CCA446927  02/20/26
04/20/2019 06:12 0.00 -o.muul 06 22.21 E.umnl T 08 10 OFF “ﬂmﬂﬁﬂaﬂ_ Yes  BALN CC446927 02120126
04/21/2018 06:12 0.00 .o.mm_I - Io.m._ 22.21 B,mm“f - Io_m.n 10 DIFF “ﬂmﬂﬂaﬂ_ Yes  BAN CCA446927  02/20/26
04/22/2019 06:12 0.00 .98“! ~ 08 22.21 2169 05 10 DIFF “ﬂmﬂ_ﬂaﬂ_ Yes  BAN CC446927 02120126
04/22/2019 08:42 0.00 001 00 22.21 22.22 0.0 10 DIFF  Passed _ Yes  BAN CC446927  02/20/26
04/23/2019 06:12 0.00 -0.40 0.4 22.21 21.77 04 10 DIFF  Passed  Yes  BA CCA446927  02/20/26
0412412019 06:12 0.00 -0.33 0.3 22.21 mﬁmmhl ~ 06, 10 DIFF _:ﬂmﬂ Limit | Yes BALN CC446927 02120126
04/25/2019 06:12 0.00 -0.51 05 22.21 E.mmul - Io.m.._ 10  DIFF "ﬂwﬂ”ﬂa “ Yes  BALN CC446927  02/20/26
04/26/2019 06:12 0.00 -0.25 0.3 2221 2169 05 10 DIFF  Passed ! Yes  BALN CCA446927  02/20/26
04/27/2019 06:12 0.00 0.16 0.2 22.21 22.02 0.2 10 DIFF  Passed Yes  BALN CC446927  02/20/26
04/28/2019 06:12 0.00 -0.21 0.2 22.21 21.88 0.3 10 DIFF  Passed Yes  BAN CC446927  02/20/26
04/29/2019 06:12 0.00 -0.37 0.4 22.21 22.07 0.1 10 DIFF  Passed Yes  BALN CC446927  02/20/26
04/30/2019 06:12 0.00 -0.44 0.4 22.21 21.83 0.4 10 DIFF Passed  Yes  BAN CCA446927 02120126
05/01/2019 06:12 0.00 -0.44 0.4 22.21 21.99 0.2 10 DIFF  Passed Yes  BALN CCA446927  02/20/26
05/02/2019 06:12 0.00 -0.36 0.4 22.21 21.89 0.3 10 DIFF  Passed Yes  BAN CCa46927  02/20/26
Calibration Error: IR [ Faied Cevel | [MMaintenance Cimit |
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Source: BOILER14

Calibration Detail
Plant: MONROE ENERGY, LLC.
Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Zero Level Span Level Results Protocol Gas Details
Reference Actual Cal Reference Actual Cal Cal Error On- |Gas Type | Vendor Expire
End Date / Time Value Response | Error Value Response | Error Limit | Method | Pass/Fail | Line Code ID Cylinder ID Date
02
05/03/2019 06:12 0.00 -0.26 0.3 22.21 21.96 0.3 10 DIFF Passed  Yes  BALN CCA446927  02/20/26
05/04/2019 06:12 0.00 -0.23 0.2 2221 21.84 04 10 DIFF Passed  Yes  BALN CC446927  02/20/26
05/05/2019 06:12 0.00 -0.36 0.4 2221 2161 “.. © 06, 10 DIFF __?I_m_y Limit | Yes BALN CCA446927 02120126
i i) ety
05/06/2019 06:12 0.00 -0.43 0.4 22.21 21.67 0.5 1.0  DIFF Passed  Yes  BALN CCA446927  02/20/26
05/07/2019 06:12 0.00 -0.50 05 2221 21.75 05 10 DIFF Passed  Yes  BALN CCA446027  02/20/26
05/08/2019 06:12 0.00 -0.52 05 22.21 21.73 0.5 10 DIFF Passed  Yes  BALN CC446927  02/20/26
05/09/2019 06:12 0.00 -0.20 0.2 22.21 22.16 0.1 10 DIFF Passed  Yes  BALN CC446927  02/20/26
05/10/2019 06:12 0.00 -0.30 0.3 22.21 21.89 0.3 10 DIFF Passed  Yes  BALN CCA446927  02/20/26
05/11/2019 06:12 0.00 -0.44 0.4 22.21 21.72 0.5 10 DIFF Passed  Yes  BALN CCA446927  02/20/26
05/12/2019 06:12 0.00 -0.52 05 2221 ﬁ.mohl T 07, 10 DOIFF " MaintLimit | Yes  BALN CCA446927 02120126
02
S— S R |
05/13/2019 06:12 0.00 .o,%" 0.6 2221 m_,wm" 0.8, 10 DIFF "gaz Limit | Yes BALN CC446927  02/20/26
2
" — e ] SR |
05/14/2019 06:12 0.00 .o.mm_ 0.6) 22.21 m,_.ma“ 09 10 DIFF __zm_a Limit | Yes BALN CCA446927  02/20/26
i e B i i o |
05/15/2019 06:12 0.00 -0.47 05 22.21 ﬁ.ma“ 0.6 10 DIFF __zm__a Limit | Yes BALN CCA446927  02/20/26
2
e e e e ]
05/16/2019 06:12 0.00 -o_mq“ 0.6) 22.21 mim“ 0.8, 10 DIFF “zmi Limit | Yes BALN CC446927  02/20/26
2
| gy AT i)
05/17/2019 06:12 0.00 -0.51 05 22.21 B.mo“ 0.7 10 DIFF __ Maint Limit | Yes BALN CCA446927 02120126
2
I s s )
05/18/2019 06:12 0.00 -0.37 0.4 2221 21.74 0.5 1.0  DIFF Passed  Yes  BALN CCA446927  02/20/26
05/19/2019 06:12 0.00 5.46 55 22.21 21.70 05 10 DIFF Failed  [INCCHNLAT CC446927  02/20/26
2
05/19/2019 09:18 0.00 -0.49 0.5 10 DIFF Passed  Yes
05/19/2019 09:41 0.00 -0.50 05 _ 10 DIFF Passed  Yes
05/20/2019 06:12 0.00 525 5.3 22.21 B,mmul o.ﬂ“ 10 DIFF E Yes  BALN CC446927  02/20/26
02
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Source: BOILER14

Calibration Detail

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Zero Level Span Level Results Protocol Gas Details
Reference Actual Cal Reference Actual Cal Cal Error On- | Gas Type | Vendor Expire
|End Date / Time Value Response | Error Value Response | Error Limit | Method | Pass/Fail | Line Code ID Cylinder ID Date
02
05/20/2019 08:15 0.00 0.02 0.0 22.21 22.23 0.0 1.0 DIFF Passed Yes mw_mz CC446927 02/20/26
05/21/2019 06:12 0.00 -0.20 0.2 22.21 22.07 0.1 1.0 DIFF Passed Yes mw_mz CC446927 02/20/26
05/22/2019 06:12 0.00 -0.22 0.2 22.21 22.26 0.1 1.0 DIFF Passed Yes mw_mz CC446927 02/20/26
05/23/2019 06:12 0.00 -0.21 0.2 22.21 22.24 0.0 1.0 DIFF Passed Yes mw_mz CC446927 02/20/26
05/24/2019 06:12 0.00 -0.21 0.2 22.21 22.04 0.2 1.0 DIFF Passed Yes mw_wz CC446927 02/20/26
05/25/2019 06:12 0.00 -0.15 0.2 22.21 22.32 0.1 1.0 DIFF Passed Yes mw_mz CC446927 02/20/26
05/26/2019 06:12 0.00 -0.19 0.2 22.21 22.10 0.1 1.0 DIFF Passed Yes mm_mz CC446927 02/20/26
05/27/2019 06:12 0.00 -0.20 0.2 22.21 22.04 0.2 1.0 DIFF Passed Yes mwwz CC446927 02/20/26
05/28/2019 06:12 0.00 -0.22 0.2 22.21 21.96 0.3 10 DIFF Passed  Yes mm_mz CC446927  02/20/26
05/29/2019 06:12 0.00 -0.03 0.0 22.21 22.08 0.1 1.0 DIFF Passed Yes mw_mz CC446927 02/20/26
05/30/2019 06:12 0.00 -0.09 0.1 22.21 22.06 0.2 10 DIFF Passed  Yes mm_mz CC446927  02/20/26
05/31/2019 06:12 0.00 -0.15 0.2 22.21 21.99 0.2 1.0 DIFF Passed Yes mw_mz CC446927 02/20/26
06/01/2019 06:12 0.00 -0.05 0.1 22.21 2215 0.1 1.0 DIFF Passed Yes mw_mz CC446927 02/20/26
06/02/2019 06:12 0.00 -0.13 0.1 2221 22.01 0.2 1.0 DIFF Passed Yes mwwz CC446927 02/20/26
06/03/2019 06:12 0.00 -0.20 0.2 2221 22.03 0.2 1.0 DIFF Passed Yes mw_wz CC446927 02/20/26
06/04/2019 06:12 0.00 -0.04 0.0 22.21 22.38 0.2 1.0 DIFF Passed Yes mm_mz CC446927 02/20/26
06/05/2019 06:11 0.00 -0.13 0.1 2221 22.13 0.1 1.0 DIFF Passed  Yes mwwz CC446927  02/20/26
06/06/2019 06:12 0.00 -0.04 0.0 2221 22.08 0.1 1.0 DIFF Passed Yes mw_wz CC446927 02/20/126
06/07/2019 06:12 0.00 -0.04 0.0 22.21 22.22 0.0 1.0 DIFF Passed Yes mm_mz CC446927 02/20/26
Calibration Errar: Failed Test Failed Level _.H.?_m:m_..m_._mlm MB: |
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Source: BOILER14

Calibration Detail

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Zero Level Span Level Results Protocol Gas Details
Reference Actual Cal Reference Actual Cal Cal Error On- |(Gas Type | Vendor Expire
End Date / Time Value Response | Error Value Response | Error Limit | Method | Pass/Fail | Line Code ID Cylinder ID Date
02
06/08/2019 06:12 0.00 0.00 0.0 22.21 22.39 0.2 1.0 DIFF Passed Yes wm_mz CC446927 02/20/26
06/09/2019 06:12 0.00 -0.17 0.2 22.21 22.33 0.1 1.0 DIFF Passed Yes mm_mz CC446927 02/20/26
06/10/2019 06:12 0.00 -0.32 0.3 22.21 22.00 0.2 1.0 DIFF Passed Yes mmwz CC446927 02/20/26
06/11/2018 06:12 0.00 -0.10 0.1 22.21 22.16 0.1 1.0 DIFF Passed Yes wm_mz CC446927 02/20/26
06/12/2019 06:12 0.00 0.00 0.0 22.21 22.46 0.3 1.0 DIFF Passed Yes mm_wz CC446927 02/20/26
06/13/2019 06:12 0.00 -0.20 0.2 22.21 22.00 0.2 1.0 DIFF Passed Yes mmwz CC446927 02/20/26
06/14/2019 06:12 0.00 -0.27 0.3 2221 21.96 0.3 1.0 DIFF Passed Yes mw_mz CC446927 02/20/26
06/15/2019 06:12 0.00 -0.04 0.0 22.21 22.40 0.2 1.0 DIFF Passed Yes mwwz CC446927 02/20/26
06/16/2019 06:12 0.00 -0.29 0.3 22.21 21.92 0.3 1.0 DIFF Passed Yes mm_mz CC446927 02/20/26
06/17/2019 06:12 0.00 -0.32 0.3 22.21 21.90 0.3 1.0 DIFF Passed Yes mwmz CC446927 02/20/26
06/18/2019 06:12 0.00 0.06 0.1 22.21 22.36 0.2 1.0 DIFF Passed Yes mm_mz CC446927 02/20/26
06/19/2019 06:12 0.00 -0.10 0.1 22.21 22.10 0.1 1.0 DIFF Passed Yes mw_mz CC446927 02/20/26
06/20/2019 06:12 0.00 -0.38 0.4 22.21 21.76 05 1.0 DIFF Passed Yes mwwz CC446927 02/20/26
06/21/2019 06:12 0.00 -0.14 0.1 22.21 21.95 0.3 1.0 DIFF Passed Yes mm_mz CC446927 02/20/26
06/22/2019 06:12 0.00 -0.08 0.1 22.21 22.33 0.1 1.0 DIFF Passed Yes mw_mz CC446927 02/20/26
06/23/2019 06:12 0.00 -0.13 0.1 22.21 22.37 0.2 1.0 DIFF Passed Yes mﬁ»u_wz CC446927 02/20/26
06/24/2019 06:12 0.00 -0.15 0.2 2221 22.24 0.0 1.0 DIFF Passed Yes mw_mz CC446927 02/20/26
06/25/2019 06:12 0.00 -0.20 0.2 22.21 22.09 0.1 1.0 DIFF Passed Yes mﬁw_wz CC446927 02/20/26
Calibration Error: E Failed Level _Hg..m:mbinm“:ﬁm Cimit |
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Source: BOILER14

Calibration Detail

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Zero Level Span Level Results Protocol Gas Details
Reference Actual Cal Reference Actual Cal Cal Error On- |Gas Type | Vendor Expire
End Date / Time Value Response | Error Value Response | Error Limit | Method | Pass/Fail | Line Code ID Cylinder ID Date
02
06/26/2019 06:12 0.00 -0.26 0.3 22.21 22.22 0.0 1.0 DIFF Passed Yes mw_mz CCA446927 02/20/26
06/27/2019 06:12 0.00 -0.16 0.2 22.21 22.39 0.2 10 DIFF Passed Yes mw_mz CC446927 02/20/26
06/28/2019 06:12 0.00 0.08 0.1 22.21 22.65 0.4 1.0 DIFF Passed Yes mw_mz CC446927 02/20/26
06/29/2019 06:11 0.00 0.04 0.0 22.21 22.59 0.4 1.0 DIFF Passed Yes mmwz CC446927 02/20/26
06/30/2019 06:11 0.00 -0.06 0.1 2221 22.27 0.1 1.0 DIFF Passed Yes mmwz CC446927 02/20/26
Source: BOILER9
Zero Level Span Level Results Protocol Gas Details
Reference Actual Cal Reference Actual Cal Cal Error On- |Gas Type | Vendor Expire
End Date / Time Value Response Error Value Response | Error Limit Method | Pass/Fail | Line Code ID Cylinder ID Date
NOXPPM
01/01/2019 05:57 0.0 0.0 0.0 28.2 28.3 0.1 4.0 DIFF Passed Yes mbWz A12011  EBO0110003  07/06/21
NOX
01/02/2019 05:57 0.0 -0.1 0.1 28.2 28.1 0.1 40 DIFF Passed Yes man A12011  EBO0110003  07/06/21
NOX
01/03/2019 05:57 0.0 0.0 0.0 282 282 0.0 4.0 DIFF Passed Yes BALN A12011 EB0110003  07/06/21
NOX
01/04/2019 05:57 0.0 0.0 0.0 2B.2 28.2 0.0 40 DIFF Passed Yes mhmz A12011  EBO0110003  07/06/21
NOX
01/05/2019 05:57 0.0 0.0 0.0 28.2 28.2 0.0 4.0 DIFF Passed Yes thz A12011  EBO0110003  07/06/21
NOX
01/06/2019 05:57 0.0 0.1 0.1 28.2 28.2 0.0 4.0 DIFF Passed Yes wnmz A12011 EB0110003  07/06/21
NOX
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Source: BOILER9

Calibration Detail

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59
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Source: BOILER9

Calibration Detail

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59
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01/21/2019 05:57

01/22/2019 05:57
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Source: BOILERS

Calibration Detail

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Zero Level

Span Level

Results

Protocol Gas Details

End Date / Time
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ID

Cylinder ID
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Date

NOXPPM
02/01/2019 05:57

02/02/2019 05:57

02/03/2019 05:57

02/04/2019 05:57

02/05/2019 05:57

02/06/2019 05:57
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02/12/2019 05:57

02/13/2019 05:57

Calibration Error:

0.0
0.0
0.0
0.0
0.0
0.0
0.0
0.0
0.0
0.0
0.0
0.0

0.0

Failed Test

Report Generated: 07/17/19 15:39

0.0

0.0

0.0

0.0

0.1

0.0

0.0

0.0

0.1

0.0

0.1

0.1

0.0

0.1

0.0

0.1

0.0

0.1

Failed Level

28.2

28.4

28.4

28.4

28B4

284

284

28.4

28.4

284

28.4

284

I"Maintenance Cimit |

Report Version 4.0

28.3

273

27.9

279

28.2

28.2

28.2

28.2

28.1

28.2

282

28.2

0.1

1.1

0.5

0.5

0.2

0.2

0.2

0.2

0.3

0.3

0.2

0.2

0.2

4.0

4.0

4.0

4.0

4.0

4.0

4.0

4.0

4.0

4.0

4.0

4.0

4.0

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

DIFF

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Passed

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

BALN

NOX
BALN

NOX
BALN

NOX
BALN

NOX
BALN

NOX
BALN

NOX

BALN
NO
NOX

BALN

NOX
BALN

NOX

BALN
NO
NOX

BALN

NOX
BALN

NOX
BALN

NOX

MONROE\srv_TRN-Stackvision

A1201

A12011

A12011

A12011

A12011

A12011

A12011

A12011

A12011

A12011

A12011

A12011

A12011

EB0110003

EB0107735

EB0107735

EB0107735

EB0107735

EB0107735

EB0107735

EB0107735

EB0107735

EB0107735

EB0107735

EB0107735

EB0107735

54 of 75

07/06/21

10/26/21

10/26/21

10/26/21

10/26/21

10/26/21

10/26/21

10/26/21

10/26/21

10/26/21

10/26/21

10/26/21

10/26/21




Source: BOILER9

Calibration Detail

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59
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02/14/2019 05:57
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02/16/2019 05:57
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Calibration Detalil

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Source: BOILER9
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Source: BOILERY

Calibration Detail

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59
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Calibration Detail

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Source: BOILER9
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Source: BOILER9
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Plant: MONROE ENERGY, LLC.
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Source: BOILER9

Calibration Detail

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59
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Calibration Detail

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Source: BOILERS
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Source: BOILER9

Calibration Detail

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59
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Source: BOILER9

Calibration Detail

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59
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Source: BOILER9

Calibration Detail

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59
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Calibration Detail
Plant: MONROE ENERGY, LLC.
Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Source: BOILERS

Zero Level Span Level Results Protocol Gas Details
Reference Actual Cal Reference Actual Cal Cal Error On- |Gas Type | Vendor Expire
End Date / Time Value Response | Error Value Response | Error Limit Method | Pass/Fail | Line Code ID Cylinder ID Date
NOXPPM
06/23/2019 05:56 0.0 -0.2 0.2 27T 274 0.3 4.0 DIFF Passed Yes mDWz CC354632 02/18/22
NOX
06/24/2019 05:56 0.0 -0.1 0.1 277 27.0 0.7 4.0 DIFF Passed Yes mhwz CC354632 02/18/22
NOX
06/25/2019 05:56 0.0 -0.1 0.1 27.7 26.8 0.9 4.0 DIFF Passed Yes wnwz CC354632 02/18/22
NOX
06/26/2019 05:56 0.0 -0.1 0.1 27.7 27.8 0.1 4.0 DIFF Passed Yes man CC354632 02/18/22
NOX
06/27/2019 05:56 0.0 -0.2 0.2 277 27.8 0.1 4.0 DIFF Passed Yes mn_,__wZ CC354632 02/18/22
NOX
06/28/2019 05:56 0.0 -0.1 0.1 27.7 27.0 0.7 4.0 DIFF Passed Yes BALN CC354632 02/18/22
NOX
06/29/2019 05:56 0.0 0.0 0.0 277 28.0 0.3 4.0 DIFF Passed Yes mn_..wz CC354632 02/18/22
NOX
06/30/2019 05:56 0.0 -0.1 0.1 277 27.9 0.2 4.0 DIFF Passed Yes mn.@z CC354632 02/18/22
NOX
02
01/01/2019 06:01 0.0 0.0 0.0 21.9 22.0 0.1 1.0 DIFF Passed Yes mw_mz A12011 CC125891 11/22124
01/02/2019 06:01 0.0 0.0 0.0 219 22.4 0.5 1.0 DIFF Passed Yes mm_mz A12011 CC125891 11/22/24
01/03/2019 06:01 0.0 0.0 0.0 219 22.1 0.2 1.0 DIFF Passed Yes mw_mz A12011 CC125891 11122124
01/04/2019 06:01 0.0 0.0 0.0 219 22.2 0.3 1.0 DIFF Passed Yes mw_mz A12011 CC125891 11122124
01/05/2019 06:01 0.0 0.0 0.0 219 218 0.1 1.0 DIFF Passed Yes m_w_mz A12011 CC125891 11/22/24
01/06/2019 06:01 0.0 0.0 0.0 219 221 0.2 1.0 DIFF Passed Yes mw_mz A12011 CC125891 11122124
01/07/2019 06:01 0.0 0.0 0.0 219 mm,m__l - lo_m_ 10  DIFF __lgmgﬁ__y_.“ Yes  BALN  A12011  CC125891 11722724

Calibration Error: Failed Test Failed Level | | Maintenance Limit |
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Source: BOILER9

Calibration Detail

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Zero Level Span Level Results Protocol Gas Details
Reference Actual Cal Reference Actual Cal Cal Error On- |Gas Type | Vendor Expire
End Date / Time Value Response Error Value Response | Error Limit Method | Pass/Fail | Line Code ID Cylinder ID Date
02
01/08/2019 06:01 0.0 0.0 0.0 219 223 0.4 10 DIFF  Passed Yes  BAN  A12011  CC125891  11/22024
01/09/2019 06:01 0.0 0.0 0.0 21.9 22.0 0.1 10 DIFF  Passed Yes  BAN  AI2011  CC125891 1112226
01/10/2019 06:01 0.0 0.0 0.0 21.9 220 0.1 10 DIFF  Passed Yos  BAIN  AT2011  CC125891 1122024
01/11/2019 06:01 0.0 0.0 0.0 219 22.3 0.4 10 DIFF  Passed  Yes  BALN  AT2011  CC125891  11/22/24
01/12/2019 06:01 0.0 0.0 0.0 219 mm.mul "oy 10 DIFF “ Maint Limit | Yes BALN  A12011  CC125891 11722124
01/13/2019 06:01 0.0 0.0 0.0 21.9 Nm.m_I - Io_m." 10 DIFF “.?I__m_.laﬂaﬂ“ Yes  BALN  A12011  CC125891  11/22124
01/14/2019 06:01 0.0 0.0 0.0 219 24 08 10 DIFF  Passed _ Yes  BAN  A12011  CC125891 11722124
01/15/2019 06:01 0.0 0.0 0.0 219 223 0.4 10 DIFF  Passed Yes  BAN  A2011  CC125891 1112224
01/16/2019 06:01 0.0 0.0 0.0 219 223 0.4 10 DIFF  Passed Yes  BAN  A12011  CC125891 11122124
01/17/2019 06:01 0.0 0.0 0.0 21.9 mm,mnl T 06, 10 DIFF __.,.mmal” Limit | Yes BALN  A12011  CC125691 1122124
01/18/2019 06:01 0.0 0.0 0.0 219 23 04 10 DIFF  Passed _ Yes  BALN  A12011  CC125801 11122024
01/19/2019 06:01 0.0 0.0 0.0 21.9 223 0.4 10 DIFF  Passed Yes  BAN  A12011  CC125891 1122024
01/20/2019 06:01 0.0 0.0 0.0 21.9 217 0.2 10 DIFF  Passed Yes  BALN  A12011  CCI25891 1122124
01/21/2019 06:01 0.0 0.0 0.0 219 222 0.3 10 DIFF  Passed Yes  BAN  A12011  CC125891 11122024
01/22/12019 06:01 0.0 0.0 0.0 219 mm.qnl T 08 10 DFF “ Maint Limit | Yes BALN  A12011  CC125891 1112224
01/23/2019 06:01 0.0 0.0 0.0 21.9 Nm.m_I - Ia.mun 10 DIFF “ﬂmﬂﬂﬁsﬂ_ Yes  BALN  A12011  CC125891  11/22/24
01/23/2019 10:09 0.0 0.0 0.0 219 21 02 10 DIFF  Passed _ Yes  BALN  AT2011  CC125891  11/22/24
01/24/2019 06:01 0.0 0.0 0.0 21.9 216 0.3 10 DIFF  Passed Yes  BAN  A12011  CC125891 1122124
01/25/2019 06:01 0.0 0.0 0.0 21.9 219 0.0 10 DIFF  Passed Yes  BAIN  AT2011  CC125891 11122124
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Source: BOILERS

Calibration Detalil

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Zero Level Span Level Results Protocol Gas Details
Reference Actual Cal Reference Actual Cal Cal Error On- |Gas Type | Vendor Expire
|End Date / Time Value Response Error Value Response | Error Limit Method | Pass/Fail | Line Code ID Cylinder ID Date
02
01/26/2019 06:01 0.0 0.0 0.0 21.9 221 0.2 1.0 DIFF Passed Yes mm_mz A12011 CC125891 11/22/24
01/27/2019 06:01 0.0 0.0 0.0 219 22.0 0.1 1.0 DIFF Passed Yes mw_mz A12011 CC125891 11/22/24
01/28/2019 06:01 0.0 0.0 0.0 219 21.9 0.0 1.0 DIFF Passed Yes mwwz A12011 CC125891 11/22/24
01/29/2019 06:01 0.0 0.0 0.0 219 219 0.0 1.0 DIFF Passed Yes mm_mz A12011 CC125891 11/22/24
01/30/2019 06:01 0.0 0.0 0.0 219 219 0.0 1.0 DIFF Passed Yes mm_mz A12011 CC125891 11/22/24
01/31/2019 06:01 0.0 0.0 0.0 219 22.2 0.3 1.0 DIFF Passed Yes m_.wwz A12011 CC125891 11/22/24
02/01/2019 06:01 0.0 0.0 0.0 219 222 0.3 1.0 DIFF Passed Yes mw_wz A12011 CC125891 11/22124
02/02/2019 06:01 0.0 0.0 0.0 218 22.0 0.1 1.0 DIFF Passed Yes mﬂwz A12011 CC125891 11/22/24
02/03/2019 06:01 0.0 0.1 0.1 219 219 0.0 1.0 DIFF Passed Yes mw_mz A12011 CC125891 11/22/24
02/04/2019 06:01 0.0 0.1 0.1 219 21.8 0.1 1.0 DIFF Passed Yes mez A12011 CC125891 11/22/24
02/05/2019 06:01 0.0 0.0 0.0 219 218 0.1 1.0 DIFF Passed Yes mw_mz A12011 CC125891 11/22/24
02/06/2019 06:01 0.0 0.0 0.0 21.9 21.9 0.0 1.0 DIFF Passed Yes mm_mz A12011 CC125891 11/22/24
02/07/2019 06:01 0.0 0.0 0.0 219 21.9 0.0 1.0 DIFF Passed Yes mw_mz A12011 CC125891 11/22/24
02/08/2019 06:01 0.0 0.0 0.0 21.9 21.8 0.1 1.0 DIFF Passed Yes mm_mz A12011 CC125891 11/22/24
02/09/2019 06:01 0.0 0.0 0.0 21.9 222 0.3 1.0 DIFF Passed Yes mm_mz A12011 CC125891 11/22/24
02/10/2019 06:01 0.0 0.0 0.0 21.9 224 0.5 1.0 DIFF Passed Yes mw_mz A12011 CC125891 11/22/24
02/11/2019 06:01 0.0 0.0 0.0 219 220 0.1 1.0 DIFF Passed Yes mm_mz A12011 CC125891 11122124
02/12/2019 06:01 0.0 0.0 0.0 219 22.0 0.1 1.0 DIFF Passed Yes ww_mz A12011 CC125891 11/22/24
02/13/2019 06:01 0.0 0.0 0.0 219 2186 0.3 1.0 DIFF Passed Yes mm_mz A12011 CC125891 11/22/24
Calibration Error: Failed Test Failed Level _Hgm:.msm_..nlﬂ _MS._H_
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Source: BOILER9

Calibration Detail

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Zero Level Span Level Results Protocol Gas Details
Reference Actual Cal Reference Actual Cal Cal Error On- |Gas Type | Vendor Expire
End Date / Time Value Response | Error Value Response | Error Limit | Method | Pass/Fail | Line Code ID Cylinder ID Date
02
02/14/2019 06:01 0.0 0.0 0.0 218 219 0.0 1.0 DIFF Passed Yes mm_mz A12011 CC125891 11/22/24
02/15/2019 06:01 0.0 0.0 0.0 219 21.7 0.2 10 DIFF Passed Yes mwwz A12011 CC125891 11/22/24
02/16/2019 06:01 0.0 0.0 0.0 219 21.7 0.2 1.0 DIFF Passed Yes mmwz A12011 CC125891 11/22/24
02/17/2019 06:01 0.0 0.0 0.0 21.9 21.9 0.0 1.0 DIFF Passed  Yes mwwz A12011  CC125891  11/22/24
02/18/2019 06:01 0.0 0.0 0.0 219 21.7 0.2 1.0 DIFF Passed Yes mm_mz A12011 CC125891 11122124
02/19/2019 06:01 0.0 0.0 0.0 21.9 222 0.3 1.0 DIFF Passed Yes mwwz A12011 CC125891 11/22/24
02/20/2019 06:01 0.0 0.0 0.0 219 223 0.4 1.0 DIFF Passed Yes mm_mz A12011 CC125891 11122124
02/21/2019 06:01 0.0 0.0 0.0 21.9 218 0.1 10 DIFF Passed Yes mm._wz A12011 CC125891 11/22/24
02/22/2019 06:01 0.0 0.0 0.0 219 220 0.1 10 DIFF Passed Yes mwwz A12011 CC125891 11722124
02/23/2019 06:01 0.0 0.0 0.0 219 222 0.3 1.0 DIFF Passed Yes mwwz A12011 CC125891 11/22/24
02/24/2019 06:01 0.0 0.0 0.0 21.9 21.7 0.2 10 DIFF Passed  Yes mw_wz A12011  CC125891  11/22/24
02/25/2019 06:01 0.0 0.0 0.0 219 21.7 0.2 1.0 DIFF Passed Yes mw_mz A12011 CC125891 11/22/24
02/26/2019 06:01 0.0 0.0 0.0 218 221 0.2 1.0 DIFF Passed Yes mw_mz A12011 CC125891 11122124
02/27/2019 06:01 0.0 0.0 0.0 2189 222 0.3 10 DIFF Passed Yes mw_mz A12011 CC125891 11/22/24
02/28/2019 06:01 0.0 0.0 0.0 219 219 0.0 1.0 DIFF Passed Yes mwwz A12011 CC125891 11/22124
03/01/2019 06:01 0.0 0.0 0.0 21.9 221 0.2 10 DIFF Passed  Yes msz A12011  CC125891  11/22/24
03/02/2019 06:01 0.0 0.0 0.0 218 21.9 0.0 1.0 DIFF Passed Yes mmwz A12011 CC125891 11/22/24
03/03/2019 06:01 0.0 0.0 0.0 21.9 21.9 0.0 1.0 DIFF Passed Yes mm_mz A12011 CC125891 11/22/24
03/04/2019 06:01 0.0 0.0 0.0 21.9 21.7 0.2 1.0 DIFF Passed Yes mm_mz A12011  CC125891  11/22/24
Cabration Eror: | NEICKRESTM [Faed Tovel | Mainfonance it |
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Source: BOILERS9

Calibration Detail

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Report Generated: 07/17/19 15:39

Report Version 4.0

MONROE\srv_TRN-Stackvision
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Zero Level Span Level Results Protocol Gas Details

_ Reference Actual Cal Reference Actual Cal Cal Error On- |Gas Type | Vendor Expire

|End Date / Time Value Response | Error Value Response | Error Limit | Method | Pass/Fail | Line | Code ID Cylinder ID | Date

02
03/05/2019 06:01 0.0 0.0 0.0 218 21.9 0.0 10 DIFF Passed Yes ww_mz A12011 CC125891 11/22/24
03/06/2019 06:01 0.0 0.0 0.0 219 22.0 0.1 1.0 DIFF Passed Yes mmwz A12011 CC125891 11/22/24
03/07/2019 06:01 0.0 0.0 0.0 219 221 02 1.0 DIFF Passed Yes mw_mz A12011 CC125891 11/22/124
03/08/2019 06:01 0.0 0.0 0.0 219 221 0.2 1.0 DIFF Passed Yes mmpuwz A12011 CC125891 11/22/24
03/09/2019 06:01 0.0 0.0 0.0 219 220 0.1 1.0  DIFF Passed Yes mw_mz A12011 CC125891 11/22/24
03/10/2019 06:01 0.0 0.0 0.0 219 219 0.0 1.0 DIFF Passed Yes mwpwz A12011 CC125891 11/22/24
03/11/2019 06:01 0.0 0.0 0.0 219 219 0.0 1.0 DIFF Passed Yes mw_wz A12011 CC125891 11/22/24
03/12/2019 06:01 0.0 0.0 0.0 219 22.0 0.1 1.0  DIFF Passed  Yes mm_mz A12011  CC125891  11/22/24
03/13/2019 06:01 0.0 00 0.0 21.8 221 0.2 1.0 DIFF Passed Yes msz A12011 CC125891 11/22/24
03/14/2019 06:01 0.0 0.0 0.0 219 22.0 0.1 1.0 DIFF Passed Yes mm__mz A12011 CC125891 11/22/24
03/15/2019 06:01 0.0 0.0 0.0 219 21.7 0.2 1.0 DIFF Passed Yes mw_mz A12011 CC125891 11/22/124
03/16/2019 06:01 0.0 0.0 0.0 219 219 0.0 1.0 DIFF Passed Yes mw_wz A12011 CC125891 11/22/24
03/17/2019 06:01 0.0 0.0 0.0 219 22.0 0.1 1.0 DIFF Passed Yes mw_mz A12011 CC125891 11/22124
03/18/2019 06:01 0.0 0.0 0.0 219 221 0.2 1.0 DIFF Passed  Yes mmwz A12011  CC125891  11/22/24
03/19/2019 06:01 0.0 0.0 0.0 219 221 0.2 1.0 DIFF Passed Yes mm_m.z A12011 CC125891 11/22/24
03/20/2019 06:01 0.0 0.0 0.0 219 22.1 0.2 1.0 DIFF Passed  Yes mﬁwz A12011  CC125891  11/22/24
03/21/2019 06:01 0.0 0.0 0.0 21.9 219 0.0 1.0 DIFF Passed Yes mw_mz A12011 CC125891 11/22/24
03/22/2019 06:01 0.0 0.0 0.0 219 21.4 0.5 1.0 DIFF Passed Yes mw_mz A12011 CC125891 11722124
03/23/2019 06:01 0.0 0.0 0.0 219 21.7 0.2 1.0 DIFF Passed Yes mw_mz A12011 CC125891 11/22/24
Calibration Error: Failed Test Failed Level | [ Maintenance Cimit |




Source: BOILERY

Calibration Detail

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Zero Level Span Level Results Protocol Gas Details
Reference Actual Cal Reference Actual Cal Cal Error On- |Gas Type | Vendor Expire
End Date / Time Value Response | Error Value Response | Error Limit | Method | Pass/Fail | Line Code ID Cylinder ID Date
02

03/24/2019 06:01 0.0 0.0 0.0 219 22.0 0.1 1.0 DIFF Passed Yes mw_mz A12011 CC125891 11122124
03/25/2019 06:01 0.0 0.0 0.0 219 21.8 0.0 1.0 DIFF Passed Yes mmwz A12011 CC125891 11722124
03/26/2019 06:01 0.0 0.0 0.0 219 220 0.1 10 DIFF Passed Yes mm_mz A12011 CC125891 11/22/24
03/27/2019 06:01 0.0 0.0 0.0 219 222 0.3 1.0 DIFF Passed Yes mm_mz A12011 CC125891 11/22/24
03/28/2019 06:01 0.0 0.0 0.0 219 221 0.2 1.0 DIFF Passed Yes mw_mz A12011 CC125891 11/22124
03/29/2019 06:01 0.0 0.0 0.0 219 219 0.0 1.0  DIFF Passed Yes mm_mz A12011  CC125891  11/22/24
03/30/20189 06:01 0.0 0.0 0.0 219 21.8 0.0 1.0 DIFF Passed Yes msz A12011 CC125891 11722124
03/31/2019 06:01 0.0 0.0 0.0 21.9 216 0.3 1.0 DIFF Passed Yes mw_mz A12011 CC125891 11/22/24
04/01/2019 06:01 0.0 0.0 0.0 219 22.0 0.1 1.0 DIFF Passed Yes mm_m.z A12011 CC125891 11/22/24
04/02/2019 06:01 0.0 0.0 0.0 219 221 0.2 1.0 DIFF Passed Yes mez A12011 CC125891 11122124
04/03/2019 06:01 0.0 0.0 0.0 214 214 0.0 1.0 DIFF Passed Yes ww_mz CC255311 07/30/26
04/04/2019 06:01 0.0 0.0 0.0 214 216 0.2 1.0 DIFF Passed Yes mm_mz CC255311 07/30/26
04/05/2019 06:01 0.0 0.0 0.0 214 216 0.2 1.0 DIFF Passed Yes mw_mz CC255311 07/30/26
04/06/2019 06:01 0.0 0.0 0.0 214 214 0.0 1.0 DIFF Passed Yes mw_mz CC255311 07/30/26
04/07/2019 06:01 0.0 0.0 0.0 214 21.5 0.1 1.0 DIFF Passed Yes mm_mz CC255311 07/30/26
04/08/2019 06:01 0.0 0.0 0.0 214 21.2 0.2 1.0  DIFF Passed  Yes mw_mz CC255311  07/30/26
04/09/2019 06:01 0.0 0.0 0.0 214 21.1 0.3 1.0 DIFF Passed Yes mm_mz CC255311 07/30/26
04/10/2019 06:01 0.0 0.0 0.0 214 21.2 0.2 1.0 DIFF Passed Yes mw_mz CC255311 07/30/26
04/11/2019 06:01 0.0 0.0 0.0 214 21.5 0.1 1.0 DIFF Passed Yes mm_mz CC255311  07/30/26

Calibration Error: Failed Test Failed Level
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Calibration Detail
Plant: MONROE ENERGY, LLC.
Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Source: BOILER9

Zero Level Span Level Results Protocol Gas Details
Reference Actual Cal Reference Actual Cal Cal Error On- |Gas Type | Vendor Expire
End Date / Time Value Response | Error Value Response | Error Limit | Method | Pass/Fail | Line Code ID Cylinder ID Date
02

04/12/2019 06:01 0.0 0.0 0.0 214 215 0.1 1.0 DIFF Passed Yes mm_mz CC255311 07/30/26
04/13/2019 06:01 0.0 0.0 0.0 214 214 0.0 1.0 DIFF Passed Yes mm.mz CC255311 07/30/26
04/14/2019 06:01 0.0 0.0 0.0 214 21.3 0.1 1.0 DIFF Passed Yes mw_mz CC255311 07/30/26
04/15/2019 06:01 0.0 0.0 0.0 214 20.9 0.5 1.0 DIFF Passed Yes mmwz CC255311 07/30/26
04/16/2019 06:01 0.0 0.0 0.0 214 214 0.0 1.0 DIFF Passed Yes mm_mz CC255311 07/30/26
04/17/2019 06:01 0.0 0.0 0.0 21.4 21.4 0.0 1.0 DIFF Passed Yes mm_mz CC255311 07/30/26
04/18/2019 06:01 0.0 0.0 0.0 214 214 0.0 1.0 DIFF Passed Yes mm.__mz CC255311 07/30/26
04/19/2019 06:01 0.0 0.0 0.0 214 21.2 0.2 1.0 DIFF Passed Yes mw_mz CC255311 07/30/26
04/20/2019 06:01 0.0 0.0 0.0 214 211 0.3 1.0 DIFF Passed Yes mwwz CC255311 07/30/26
04/21/2019 06:01 0.0 0.0 0.0 21.4 213 0.1 1.0 DIFF Passed Yes mw_mz CC255311 07/30/26
04/22/2019 06:01 0.0 0.0 0.0 21.4 214 0.0 1.0 DIFF Passed  Yes mw_mz CC255311  07/30/26
04/23/2019 06:01 0.0 0.0 0.0 214 213 0.1 1.0 DIFF Passed Yes mwwz CC255311 07/30/26
04/24/2019 06:01 0.0 0.0 0.0 214 21.2 0.2 1.0 DIFF Passed Yes mw_mz CC255311 07/30/26
04/25/2019 06:01 0.0 0.0 0.0 21.4 213 0.1 1.0 DIFF Passed Yes mw_mz CC255311 07/30/26
04/26/2019 06:01 0.0 0.0 0.0 214 211 0.3 1.0 DIFF Passed Yes mwwz CC255311 07/30/26
04/27/2019 06:00 0.0 0.0 0.0 214 21.1 0.3 1.0 DIFF Passed  Yes mm_mz CC255311  07/30/26
04/28/2019 06:00 0.0 0.0 0.0 214 21.3 0.1 1.0  DIFF Passed Yes mw_mz CC255311 07/30/26
04/29/2019 06:00 0.0 0.0 0.0 214 216 0.2 10 DIFF Passed Yes mw_mz CC255311 07/30/26
04/30/2019 06:00 0.0 0.0 0.0 214 21.4 0.0 1.0 DIFF Passed  Yes mw_mz CC255311  07/30/26
Galibratior Eftei Failed Test Failed Level | | Maintenance Limit |
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Source: BOILERS

Calibration Detail

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Zero Level Span Level Resuilts Protocol Gas Details
Reference Actual Cal Reference Actual Cal Cal Error On- |Gas Type | Vendor Expire
End Date/ Time Value Response | Error Value Response | Error Limit | Method | Pass/Fail | Line Code ID Cylinder ID Date
02
05/01/2019 06:00 0.0 0.0 0.0 214 2186 0.2 1.0 DIFF Passed Yes mw_mz CC255311 07/30/26
05/02/2019 06:00 0.0 0.0 0.0 214 21.4 0.0 1.0 DIFF Passed Yes mm_mz CC255311 07/30/26
05/03/2019 06:00 0.0 0.0 0.0 214 21.4 0.0 1.0 DIFF Passed Yes mwwz CC255311 07/30/26
05/04/2019 06:00 0.0 0.0 0.0 214 21.2 0.2 1.0 DIFF Passed Yes mm—mz CC255311 07/30/26
05/05/2019 06:00 0.0 0.0 0.0 214 211 0.3 1.0 DIFF Passed Yes wmwz CC255311 07/30/26
05/06/2019 06:00 0.0 0.0 0.0 214 21.3 0.1 1.0 DIFF Passed Yes mm_mz CC255311 07/30/26
05/07/2019 06:00 0.0 0.0 0.0 214 214 0.0 1.0 DIFF Passed Yes mn__p_._wz CC255311 07/30/26
05/08/2019 06:00 0.0 0.0 0.0 214 214 0.0 1.0  DIFF Passed Yes mw_wz CC255311 07/30/26
05/09/2019 06:00 0.0 0.0 0.0 214 215 0.1 1.0 DIFF Passed Yes mm_mz CC255311 07/30/26
05/10/2019 06:00 0.0 0.0 0.0 214 21.4 0.0 1.0 DIFF Passed Yes msz CC255311 07/30/26
05/11/2019 06:00 0.0 0.0 0.0 214 21.3 0.1 1.0 DIFF Passed Yes mwwz CC255311 07/30/26
05/12/2019 06:00 0.0 0.0 0.0 214 21.2 0.2 1.0 DIFF Passed  Yes mm_mz CC255311  07/30/26
05/13/2019 06:00 0.0 0.0 0.0 214 21.2 02 1.0  DIFF Passed Yes mm.._mz CC255311 07/30/26
05/14/2019 06:00 0.0 0.0 0.0 214 21.2 0.2 1.0 DIFF Passed Yes mwwz CC255311 07/30/26
05/15/2019 06:00 0.0 0.0 0.0 214 213 0.1 1.0 DIFF Passed Yes mw_mz CC255311 07/30/26
05/16/2019 06:00 0.0 0.0 0.0 214 21.3 0.1 1.0  DIFF Passed Yes msz CC255311  07/30/26
05/17/2019 06:00 0.0 0.0 0.0 214 21.2 0.2 1.0 DIFF Passed Yes mwwz CC255311 07/30/26
05/18/2019 06:00 0.0 0.0 0.0 214 21.3 0.1 1.0  DIFF Passed Yes mw_mz CC255311 07/30/26
05/19/2019 06:00 0.0 0.0 0.0 21.4 21.4 0.0 1.0  DIFF Passed Yes msz CC255311  07/30/26
Calibration Error: | Failed Test NIRRT ["Maintenance Limit |
Report Generated: 07/17/19 15:39 Report Version 4.0 MONROE\srv_TRN-Stackvision 720f 75




Calibration Detail
Plant: MONROE ENERGY, LLC.
Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Source: BOILER9

Zero Level Span Level Results Protocol Gas Details
Reference Actual Cal Reference Actual Cal Cal Error On- |Gas Type | Vendor Expire
End Date / Time Value Response | Error Value Response | Error Limit | Method | Pass/Fail | Line Code ID Cylinder ID Date
02

05/20/2019 06:00 0.0 00 0.0 214 21.2 0.2 1.0 DIFF Passed Yes mm.wz CC255311 07/30/26
05/21/2019 06:00 0.0 00 0.0 214 21.3 0.1 1.0 DIFF Passed Yes mw_mz CC255311 07/30/26
05/22/2019 06:00 0.0 0.0 0.0 214 215 0.1 1.0 DIFF Passed Yes mm_mz CC255311 07/30/26
05/23/2019 06:00 0.0 0.0 0.0 214 215 0.1 1.0 DIFF Passed Yes mw_mz CC255311 07/30/26
05/23/2019 14:47 0.0 0.0 0.0 214 213 0.1 1.0 DIFF Passed Yes mw_mz CC255311 07/30/26
05/24/2019 06:00 0.0 0.0 0.0 214 213 0.1 1.0 DIFF Passed Yes B w_mz CC255311 07/30/26
05/25/2019 06:00 0.0 0.0 0.0 214 215 0.1 1.0 DIFF Passed Yes mw_mz CC255311 07/30/26
05/26/2019 06:00 0.0 0.0 0.0 214 21.3 0.1 1.0 DIFF Passed Yes mw_wz CC255311 07/30/26
05/27/2019 06:00 0.0 0.0 0.0 214 213 0.1 1.0 DIFF Passed Yes mw_mz CC255311 07/30/26
05/28/2019 06:00 0.0 0.0 0.0 214 21.2 0.2 10 DIFF Passed Yes mw_mz CC255311 07/30/26
05/29/2019 06:00 0.0 0.0 0.0 214 21.1 0.3 1.0 DIFF Passed  Yes mw_wz CC255311  07/30/26
05/30/2019 06:00 0.0 0.0 0.0 214 21.2 0.2 1.0 DIFF Passed Yes mm_mz CC255311 07/30/26
05/31/2019 06:00 0.0 0.0 0.0 214 21.2 0.2 1.0 DIFF Passed Yes mw_mz CC255311 07/30/26
06/01/2019 06:00 0.0 0.0 0.0 214 212 0.2 1.0 DIFF Passed Yes mm_mz CC255311 07/30/26
06/02/2019 06:00 0.0 0.0 0.0 214 21.1 0.3 1.0 DIFF Passed Yes wmwz CC255311 07/30/26
06/03/2019 06:00 0.0 0.0 0.0 214 21.2 0.2 1.0 DIFF Passed Yes mm_mz CC255311 07/30/26
06/04/2019 06:00 0.0 0.0 0.0 214 21.4 0.0 1.0 DIFF Passed  Yes mmwz CC255311  07/30/26
06/05/2019 06:00 0.0 0.0 0.0 214 213 0.1 1.0 DIFF Passed Yes mmwz CC255311 07/30/26
06/06/2019 06:00 0.0 0.0 0.0 21.4 21.1 0.3 1.0  DIFF Passed  Yes mw_mz CC255311  07/30/26
Calibration Error: Failed Test Failed Level

Report Generated: 07/17/19 15:39 Report Version 4.0 MONROE\srv_TRN-Stackvision 73 0f 75




Source: BOILER9

Calibration Detail

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Zero Level Span Level Results Protocol Gas Details
Reference Actual Cal Reference Actual Cal Cal Error On- |Gas Type | Vendor Expire
End Date / Time Value Response | Error Value Response | Error Limit | Method | Pass/Fail | Line Code ID Cylinder ID Date
02
06/07/2019 06:00 0.0 0.0 0.0 214 21.2 0.2 1.0 DIFF Passed Yes mwwz CC255311 07/30/26
06/08/2019 06:00 0.0 0.0 0.0 21.4 21.4 0.0 1.0 DIFF Passed Yes mw—mz CC255311 07/30/26
06/09/2019 06:00 0.0 0.0 0.0 214 215 0.1 1.0 DIFF Passed Yes mw_mz CC255311 07/30/26
06/10/2019 06:00 0.0 0.0 0.0 214 214 0.0 1.0 DIFF Passed Yes mw_mz CC255311 07/30/26
06/11/2019 06:00 0.0 0.0 0.0 214 21.2 0.2 1.0 DIFF Passed Yes mw_mz CC255311 07/30/26
06/12/2019 06:00 0.0 0.0 0.0 21.4 21.4 0.0 1.0 DIFF Passed  Yes mw_mz CC255311  07/30/26
06/13/2019 06:00 0.0 0.0 0.0 214 21.2 0.2 1.0 DIFF Passed Yes mm_mz CC255311 07/30/26
06/14/2019 06:00 0.0 0.0 0.0 214 21.2 0.2 1.0 DIFF Passed Yes mw_mz CC255311 07/30/26
06/15/2019 06:00 0.0 0.0 0.0 214 21.4 0.0 1.0 DIFF Passed Yes mw_wz CC255311 07/30/26
06/16/2019 06:00 0.0 0.0 0.0 214 21.2 0.2 1.0 DIFF Passed Yes mw_mz CC255311 07/30/26
06/17/2019 06:00 0.0 0.0 0.0 214 21.3 0.1 1.0 DIFF Passed  Yes mw_wz CC255311  07/30/26
06/18/2019 06:00 0.0 0.0 0.0 214 21.3 0.1 1.0 DIFF Passed Yes mw_mz CC255311 07/30/26
06/19/2019 06:00 0.0 0.0 0.0 214 21.2 0.2 1.0 DIFF Passed Yes ww_mz CC255311 07/30/26
06/20/2019 06:00 0.0 0.0 0.0 214 21.0 0.4 1.0 DIFF Passed Yes mw_mz CC255311 07/30/26
06/21/2019 06:00 0.0 0.0 0.0 214 21.0 0.4 1.0 DIFF Passed Yes mw_mz CC255311 07/30/26
06/22/2019 06:00 0.0 0.0 0.0 214 21.3 0.1 10 DIFF Passed Yes mw_mz CC255311 07/30/26
06/23/2019 06:00 0.0 0.0 0.0 214 214 0.0 1.0 DIFF Passed Yes mwwz CC255311 07/30/26
06/24/2019 06:00 0.0 0.0 0.0 21.4 21.2 0.2 1.0  DIFF Passed Yes mm_mz CC255311 07/30/26

Calibration Error:

Failed Test

Report Generated: 07/17/19 15:39

Failed Level
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Calibration Detail

Plant: MONROE ENERGY, LLC.

Report Period: 01/01/2019 00:00 Through 06/30/2019 23:59

Source: BOILERY

Zero Level Span Level Results Protocol Gas Details
Reference Actual Cal Reference Actual Cal Cal Error On- |Gas Type | Vendor Expire
End Date / Time Value Response Error Value Response | Error Limit Method | Pass/Fail | Line Code ID Cylinder ID Date
02
06/25/2019 06:00 0.0 0.0 0.0 214 21.2 0.2 1.0 DIFF Passed Yes wm_mz CC255311 07/30/26
06/26/2019 06:00 0.0 0.0 0.0 214 21.3 0.1 1.0 DIFF Passed Yes mm,__mz CC255311 07/30/26
06/27/2019 06:00 0.0 0.0 0.0 214 21.4 0.0 1.0 DIFF Passed Yes mw_mz CC255311 07/30/26
06/28/2019 06:00 0.0 0.0 0.0 21.4 21.4 0.0 1.0 DIFF Passed Yes mw_mz CC255311 07/30/26
06/29/2019 06:00 0.0 0.0 0.0 214 213 0.1 1.0 DIFF Passed Yes mwwz CC255311 07/30/26
06/30/2019 06:00 0.0 0.0 0.0 21.4 21.2 0.2 1.0 DIFF Passed Yes mwrz CC255311  07/30/26
2
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